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BO—COOLING STAGE 1 5 AO — VALVE (2-WAY)

AHU—1 SCHEMATIC

NO SCALE

DDC GENERAL NOTES

SEQUENCE OF OPERATION

1. RECONNECT EXISTING EMCS METASYS CONTROLS.

DDC LEGEND

ANALOG INPUT

AO ANALOG OUTPUT
2. REFER TO POINT SUMMARY FOR ADDITIONAL INFORMATION. B BINARY INPUT
BO BINARY OUTPUT
3. THE STATION EMCS IS A JOHNSON CONTROLS SYSTEM BASED ON THE AV ANALOG VALUE
METASYS N2 DEVICE WITH NI NETWORK. BV BINARY VALUE
SCHED SCHEDULE
4. THE CONTROL DIAGRAMS ARE DIAGRAMMATIC AND DO NOT INDICATE ALL ) MOTORIZED (ELECTRIC) ACTUATOR
CONTROLLERS, RELAYS, CONTACTORS, ETC. THE CONTRACTOR SHALL
PROVIDE ALL CONTROLLERS, RELAYS, CONTACTORS, CONDUIT, WIRE, ETC. ® PNEUMATIC ACTUATOR
NECESSARY TO PROVIDE A COMPLETE DDC AND EMCS CONTROL SYSTEM. ) TEMPERATURE SENSOR
5. POINT SUMMARY BASED ON CONTRACTOR SHOP DRAWINGS DATA FROM (H) HUMIDITY SENSOR
DDC/EMCS CONTROL SYSTEM INSTALLATION. FIELD VERIFY EXACT
ADDRESS OF ALL POINTS.
HARDWARE POINTS SOFTWARE POINTS
H
POINT NAME Al AO BI BO AV BV | SCHED | TREND | ALARM CSSRSFV’VHI?D
X
SUPPLY AIR TEMPERATURE X X X
RETURN AIR TEMP X X X
RETURN AIR HUMIDITY X X X
MIXED AIR TEMPERATURE X X X
STEAM HEATING VALVE X
OUTDOOR AIR DAMPER X
SUPPLY FAN STATUS X
SUPPLY FAN START/STOP X X
COOLING STAGE 1 X
HEATING MIXED AIR TEMP SETPOINT X X X
SUPPLY AIR TEMP SETPOINT X X X
EMERGENCY SHUTDOWN X X X X
SUPPLY FAN FAILURE X
« UNOCCUPIED MODE: THE OUTSIDE AIR DAMPER SHALL REMAIN SUPPLY FAN IN _HAND X
SHUT. AR HANDLER OPERATION SHALL BE INTERMITTENT As ~ (LOW SUPPLY AR TEMP X

NECESSARY TO MAINTAIN TEMPERATURE SETPOINTS OF 60°F

(ADJ.) HEATING AND 80°F (ADJ.) COOLING. AHU—-3 & CU—-3 POINTS LIST




