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CONCEAL CONTROLS.
NICKEL FINISHED COVERPLATE.

"3—WAY’ AND ’4—WAY' SWITCHGANGS SHALL HAVE A SATIN

FLUORESCENT LIGHT FIXTURE A.F.C. ABOVE FINISHED CEILING
FLUORESCENT LIGHT FIXTURE WITH 2 LAMPS ON UNSWITCHED EMERGENCY CIRCUIT A.F.F. ABOVE FINISHED FLOOR
LIGHT ON EMERGENCY CIRCUIT A.F.G. ABOVE FINISHED GRADE
ﬂ} INCANDESCENT LIGHT FIXTURE AVP AUDIO/VISUAL PANEL
f} HIGH INTENSITY DISCHARGE LIGHT FIXTURE B.F.C. BELOW FINISHED CEILING
(ET]) EXIT LIGHT WITH ARROWS AS INDICATED B.F.F. BELOW FINISHED FLOOR
$ SINGLE POLE TOGGLE SWITCH B.F.G. BELOW FINISHED GRADE
23 3—WAY SWITCH C CONDUIT
4 A—WAY SWITCH DT—A DATA BACKBOARD A’
;D DIMMER SWITCH DT—M MAIN DATA BACKBOARD
%K KEY OPERATED SWITCH EG EQUIPMENT GROUND
%% DOUBLE SWITCHING — ONE SWITCH CONTROLS INNER LAMPS, ONE ELC EXTERIOR LIGHTING CONTACTOR
SWITCH CONTROLS OUTER FAP FIRE ALARM PANEL
(o] SWITCHGANG — SEE DETAIL INDICATED G GROUND
ﬁ 120V DUPLEX RECEPTACLE — (D) INDICATES DUAL DUPLEX H&AC HEATING AND AIR CONDITIONING
120V DUPLEX RECEPTACLE — MOUNT 4” ABOVE BACKSPLASH/COUNTER N NEUTRAL
(ﬂ)EWC 120V RECEPTACLE FOR ELECTRIC WATER COOLER — LOCATE BEHIND TC-EL TIME CLOCK FOR EXTERIOR LIGHTING
COOLER FOR CONCEALMENT OF CORD TP—A TELEPHONE BACKBOARD ‘A’
L 120V TWIST LOCK RECEPTACLE TP—M MAIN TELEPHONE BACKBOARD
(J[B( 120V DUPLEX SURGE SUPRESSION TYPE HOSPITAL GRADE RECEPTACLE TV=A TELEVISION BACKBOARD A’
de) 250V RECEPTACLE WITH AMPERE RATING INDICATED TV-M MAIN TELEVISION BACKBOARD
D] DEVICES AS SHOWN IN MULTI-GANG FLUSH FLOOR BOX uG UNDERGROUND
o OUTLET BOX U.N.O. UNLESS NOTED OTHERWISE
OEX OUTLET FOR EXHAUST FAN — MOUNT AT MOTOR ij WEATHERPROOF
G CLOCK OUTLET — 80" A.F.F. \/IN.H.\,‘ WATER HEATER BY PLUMBING CONTRACTOR
@ AUDIO OUTLET IN LECTURE ROOM — A.F.C. U.N.O. ST
COMMUNICATIONS PULL BOX ABOVE CEILING WITH CONDUITS BACK TO LOCAL | H&AC | H&AC UNIT BY H&AC CONTRACTOR
TELEPHONE BACKBOARD — REFER TO COMMUNICATIONS RISER FOR CONDUIT SIZE BAS] BUILDING AUTOMATION SYSTEM
(’F’ INDICATES FLUSH IN FLOOR) — REFER TO LAB DRAWINGS FOR LOCATION % DOUBLE DUPLEX DATA OUTLET IN TWO—GANG BOX
@ OF OUTLETS ° CONDUIT STUB—UP FROM FLOOR — SEE E1504
DATA PULL BOX ABOVE CEILING WITH CONDUITS BACK TO LOCAL DATA \V COMBINATION MICROPHONE /DUPLEX STUDENT RESPONSE OUTLET
B,A,CKBOARD — REFER TO DATA RISER FOR CONDUIT SIZE b DOUBLE COMBINATION MICROPHONE /DUPLEX STUDENT RESPONSE OUTLET IN
(F’ INDICATES FLUSH IN FLOOR) — REFER TO LAB DRAWINGS FOR LOCATION TWO GANG BOX
OF OUTLETS AVP > TO 'AVP’ IN 'AUDIO/VISUAL ROOM’ ON RESPECTIVE FLOOR
DATA/TELEPHONE PULL BOX ABOVE CEILING WITH CONDUITS BACK TO LOCAL DATA “, DOUBLE OF EACH DEVICE SHOWN IN FLOOR BOX — SIMILAR TO E1208
AND TELEPHONE BACKBOARD — REFER TO COMMUNICATIONS RISER FOR CONDUIT PS PROJECTION SCREEN SWITCH — FURNISHED BY SCREEN MANUFACTURER AND
SIZE ('’F’ INDICATES FLUSH IN FLOOR) — REFER TO LAB DRAWINGS FOR LOCATION T INSTALLED BY ELECTRICAL CONTRACTOR — MOUNT 40" AFF.
OF OUTLETS oPS OUTLET FOR MOTORIZED PROJECTION SCREEN — ABOVE CEIING
FIRE ALARM BREAK GLASS STATION — 40" AF.F
OUTLET FOR SPRINKLER SYSTEM FLOW SWITCH
(H) RATE OF RISE HEAT DETECTOR
P RECESSED WALL PHONE — MOUNT 40" A.F.F. AT STAIR LANDINGS
@ SMOKE DETECTOR
SECURITY JUNCTION BOX ABOVE CEILING — 16" C. TO LOCAL TELE/COMMUNICATIONS
ROOM AS REQUIRED
OUTLET FOR SPRINKLER SYSTEM TAMPER SWITCH
TELEVISION OUTLET WITH BLANK COVER — 16” A.F.F. U.N.O.
VIDEO PULL BOX ABOVE CEILING WITH CONDUIT BACK TO LOCAL TELEVISION
BACKBOARD — REFER TO VIDEO/TV RISER FOR CONDUIT SIZE — REFER
TO LAB DRAWINGS FOR LOCATION OF OUTLETS
@ VIDEO OUTLET IN LECTURE ROOM FOR CAMERA, MONITOR, OR PROJECTOR —
A.F.C. UN.O. — SEE LECTURE ROOM PLANS FOR RACEWAY
v TELEPHONE OUTLET — 16" A.F.F. U.N.O.
\Y4 DATA OUTLET — 18" A.F.F.
= FIRE ALARM HORN/STROBE — 80" A.F.F.
ﬁ FIRE ALARM STROBE — 80" A.F.F.
e TO CIRCUIT # IN PANEL "A”
DP—1 CIRCUITRY TO DIMMER PANEL INDICATED
/Fap TO FIRE ALARM PANEL
SA TO SWITCH S 5 IN SWITCHGANG INDICATED
ELC—1 TO POLE #1 IN EXTERIOR LIGHTING CONTACTOR
f——cpoB—  COMMUNICATIONS DUCT BANK
f——EPD—  EXISTING PRIMARY DUCT
f——pPDB—{  PRIMARY DUCTBANK
FLECTRICAL NOTES TOTAL CONNECTED LOAD
1. ALL BREAKERS TO BE 1P—20 AMP UNLESS NOTED OTHERWISE DESCRIPTION AMPS AT 277/480V, 3 PHASE, 4 WIRE KVA
DISCONNECTS TO HAVE GROUND AND NEUTRAL BARS LT L2 L=3
REFER TO ARCHITECTURAL PLANS AND “FP” SHEETS FOR RATED ASSEMBLY . LIGHTS 207 198 226 175
PENETRATIONS. WITH RESPECT TO ELECTRICAL PENETRATIONS, ELECTRICAL RECEPTACLES 104 98 85 79
CONTRACTOR IS RESPONSIBLE FOR MAINTAINING INTEGRITY OF RATED LAB EQUIPMENT 1573 1573 1573 1307
ASSEMBLIES PER APPLICABLE STANDARDS AS SET FORTH IN THE MOST RECENT U.L. FIRE HEATING 120 1992 120 100
T T e e
TO BE INCORPORATED AS THEY APPLY. AIR_HANDLING UNITS 346 346 346 288
VENTILATION 313 314 311 260
4. DIMMER PANELS 1003, 1232, 1173, 2072 AND 2112 SHALL BE 12 ZONE, 4 SCENE DIMMER
PANELS CAPABLE OF DIMMING AND CONTROLLING THE LOADS INDICATED IN THE VACUUM/AIR_COMPRESSOR 30 30 30 25
SCHEDULES. SYSTEM SHALL BE COMPLETE WITH DIMMER CONTROL TO ESTABLISH ELEVATOR 52 52 52 43
PRESET SCENES, REMOTE SCENE ACTIVATOR LOCATED IN LECTURE BENCH AND LOCAL MISCELLANEOUS 29 26 26 29
"3—WAY' AND ’4—WAY’ SWITCHGANGS AT LECTURE ROOM ENTRANCE DOORS AS TOTAL 2050 2035 2045 2360
INDICATED ON DRAWINGS. DIMMER CONTROL SHALL HAVE A HINGED COVER TO

ACTIVATOR

DIMMER PANEL, DIMMER CONTROL, REMOTE SCENE
AND '3 AND 4—WAY' SWITCHGANGS AND ALL ASSOCIATED WARE SHALL

BE FROM A SINGLE MANUFACTURER
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