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NAVFAC Mid-Atlantic
Resident Officer in Charge of Construction
1005 Michael Road
Camp Lejeune, NC 28547-2521
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✘ N40085-20-R-4099

06/30/20

✘ ✘

P1482 120 Man Classroom PEMB

The time and date for receipt of proposals is changed to Monday, August 10, 2020 at 2:00PM.

This amendment should be acknowledged when your proposal is submitted. Failure to acknowledge
the amendment may constitute grounds for rejection of a proposal.

SEE CONTINUATION PAGE



Amendment 0001   
P1482 120 Man Classroom PEMB 

CONTINUATION PAGE 

Contract Completion Date is changed to 475 days. 

Question 1) Can the Government clarify if one person can serve as QC, SSHO and Superintendent? 
Answer 1) (No) Projects of this size and technicality should always have a Quality Control Manager who 
has one role (to manage and implement the QC program and report directly to an officer of the firm and 
not a subordinate to the Project Supt or Project Manager. The Superintendent and the SSHO may be the 
same person, however based on the size/type of work and hazards associated with this project, one person 
should NOT serve 3-roles. 

Question 2) Is it the Governments intent to require QC specialist per spec sections 1.5.4 thru 1.5.4.5 for 
this routine project? 
Answer 2) (Yes) I highly recommend QC specialist for this project (Regular QCM’s does not have the 
training and knowledge to perform these duties).

Question 3) Will there be a bid form added to the project that includes the FFE package, design and fee 
percentage?
Answer 3) PM will provide. 

Question 4) Please verify if spec section 31 31 16.9 Termite Control Barriers are going to be required, we 
have not been able to find a company to perform this scope. Termite treatment is typical spec, which is 
included in the specs. 
Answer 4) Termite control Barriers are required on this project. 

Question 5) Can the Government provide info on the existing wall panels we are to match, for new wall 
panel? Photos, brand, profiles. 
Answer 5) The original PEMB supplier is believed to be Star Building Systems.  Attached are two photos 
showing the exterior wall. 

Question 6)  What size SIPRNET and NIPRNET Riser FIBER from area A-B closet to MDF closet? 
Answer 6) There is going to be 24 strands of fiber per area for a total of 48. It’s going to be single-
mode(OS1), tight buffered fiber optic cable.  
Provide tight buffered fiber optic multimode, 62.5/125-um diameter(OM1) cable, conforming to TIA-
492AAAA . To further break it down there is going to be 12 strands for NIPR and 12 Strands for SIPR 
for a total of 24 for area A and 24 for area B. For more details please refer to detail ‘C2’ on sheet E-705, 
notes on sheets EP-103 and EP-104 and Spec section 27 10 00 (2.4.1.2 for fiber) 

Question 7) What size copper cable goes between closet A and B for riser back to MDF closet? 
Answer 7) There is going to be a minimum of 25 pair copper cable per closet for a total of 50 pairs. It’s 
going to be 24 AWG, 100 ohm,  
25, Category 3, UTP, in accordance with ICEA S-90-661 to be exact. For further details please refer to 
Spec section 27 10 00 (2.4.1.1 for copper) 


