
A/C
AB
ACC
ACT
AD
ADHES
ADJ
AFF
AGGR
AHU
ALT
ALUM
ANOD
ARCH
ASB
ASPH
AUTO
BD
BITUM
BLDG
BLK
BLKG
BM
BOT
BR
BRG
BRK
BRZ
BSMT
BTU
BUR
BV
CAB
CB
CCT
CCU
CEM
CFCI

CFOI

CG
CI
CIR
CJ
CL
CLG
CLKG
CLO
CLOS
CLR
CMU
CO
COL
CONC
CONF
CONN
CONT
CONTR
CORR
CPT
CR
CS
CSI

CSMT
CT
CW
D/A
DBL
DEG
DEMO
DEMT
DEP
DET
DF
DH
DIA
DIAG
DIM
DIV
DN
DR
DW
DWG
DWR
E
EA
ED
EF
EIFS

EJ
EL
ELEC
ELEV
EMERG
ENCL
EO

EPS
EXS
EXPS
EQ
EQUIP
ETR
EWC
EWSS
EXCAV
EXH
EXIST
EXP
EXT

AIR CONDITIONING
ANCHOR BOLT
ACCESS
ACOUSTICAL CEILING TILE
AREA DRAIN
ADHESIVE
ADJUSTABLE
ABOVE FINISHED FLOOR
AGGREGATE
AIR HANDLING UNIT
ALTERNATE
ALUMINUM
ANODIZED
ARCHITECTURAL
ASBESTOS
ASPHALT
AUTOMATIC
BOARD
BITUMINOUS
BUILDING
BLOCK
BLOCKING
BENCH MARK
BOTTOM
BUMPER RAIL
BEARING
BRICK
BRONZE
BASEMENT
BRITISH THERMAL UNIT
BUILT-UP ROOFING
BEVELED
CABINET
CATCH BASIN
CUBICAL CURTAIN TRACK
CORONARY CARE UNIT
CEMENT
CONTRACTOR FURNISHED
CONTRACTOR INSTALLED
CONTRACTOR FURNISHED
OWNER INSTALLED
CORNER GUARD
CAST IRON
CIRCLE
CONSTRUCTION JOINT
CENTER LINE
CEILING
CAULKING
CLOSET
CLOSURE
CLEAR
CONCRETE MASONRY UNIT
CLEAN OUT
COLUMN
CONCRETE
CONFERENCE
CONNECT (ION)
CONTINUOUS
CONTRACTOR
CORRIDOR
CARPET
CHAIR RAIL
CENTRAL STERILE
CONSTRUCTION 
SPECIFICATION INSTITUTE
CASEMENT
CERAMIC TILE
COLD WATER 
DOUBLE ACTING
DOUBLE
DEGREE
DEMOLITION
DEMOUNTABLE
DEPRESSED
DETAIL
DRINKING FOUNTAIN
DOUBLE HUNG
DIAMETER
DIAGONAL
DIMENSION
DIVISION
DOWN
DOOR
DISHWASHER
DRAWING
DRAWER
EAST
EACH
EMERGENCY DEPARTMENT
EXHAUST FAN
EXTERIOR INSULATING
FINISH SYSTEM
EXPANSION JOINT
ELEVATION
ELECTRIC (AL)
ELEVATOR
EMERGENCY
ENCLOSURE
EMERGENCY ELECTRICAL 
OUTLET
EPOXY PAINT SYSTEM
EXPOSED STRUCTURE
EXTERIOR PAINT SYSTEM
EQUAL
EQUIPMENT
EXISTING TO REMAIN
ELECTRIC WATER COOLER
EYEWASH SAFETY SHOWER
EXCAVATE
EXHAUST
EXISTING
EXPANSION
EXTERIOR

FA
FAB
FD
FE
FEC
FF EL
FHEC

FHC
FIN
FLR
FLUOR
FM
FOC
FOF
FOS
FPRF
FRPL
FRT
FT (')
FTG
FURN
FURR
FUT
GA
GALV
GC
GL
GRD
GYP
GWB
HB
H/C
HCWD
HD
HDNR
HDR
HDWD
HDWR
HM
HORIZ
HP
HR
HT
HTG
HVAC

HW
ICU
ID
IN (")
INCL
INFO
INSUL
INT
INV
IR
JAN
JST
JT
KIT
KO
KPL
KR
L
LAB
LAM
LAV
LBL
LF
LH
LHR
LL
LP
MATL
MAX
MBR
MECH
MEMB
MFR
MH
MIN
MISC
MO
MOD
MON
MR
MTD
MTL
MULL
N
N/A
NIC
NO, #
NOM
NRC

NTS
OA
OBS
OC
OD
OFCI

OFF
OFOI

OH
OPQ
OPNG
OPP
PACU
PAR

FIRE ALARM
FABRICATED
FLOOR DRAIN
FIRE EXTINGUISHER
FIRE EXTINGUISHER CABINET
FINISH FLOOR ELEVATION
FIRE HOSE &
EXTINGUISHER CABINET
FIRE HOSE CABINET
FINISH (ED)
FLOOR
FLUORESCENT
FACTORY MUTUAL
FACE OF CONCRETE
FACE OF FINISH
FACE OF STUD
FIREPROOF
FIREPLACE
FIRE RETARDANT TREATED
FOOT / FEET
FOOTING
FURNISH, FURNITURE
FURRED, FURRING
FUTURE
GAUGE
GALVANIZED
GENERAL CONTRACTOR
GLASS, GLAZING
GRADE
GYPSUM BOARD
GYPSUM WALLBOARD
HOSE BIBB
HANDICAPPED
HOLLOW CORE WOOD
HEAVY DUTY
HARDENER
HEADER
HARDWOOD
HARDWARE
HOLLOW METAL
HORIZONTAL
HIGH POINT
HAND RAIL
HEIGHT
HEATING
HEATING, VENTILATING
AND AIR CONDITIONING
HOT WATER
INTENSIVE CARE UNIT
INSIDE DIAMETER
INCHES
INCLUDING
INFORMATION
INSULATE, INSULATION
INTERIOR
INVERT
IMPACT RATED
JANITOR
JOIST
JOINT
KITCHEN
KNOCKOUT
KICK PLATE
KICK RAIL
LENGTH
LABORATORY
LAMINATE (D)
LAVATORY
LABEL
LINEAR FOOT (FEET)
LEFT HAND
LEFT HAND REVERSE
LIVE LOAD
LOW POINT
MATERIAL
MAXIMUM
MEMBER
MECHANICAL
MEMBRANE
MANUFACTURER
MAN HOLE
MINIMUM
MISCELLANEOUS
MASONRY OPENING
MODULAR
MONITOR
MOISTURE RESISTANT
MOUNTED
METAL
MULLION
NORTH
NOT APPLICABLE
NOT IN CONTRACT
NUMBER
NOMINAL
NOISE REDUCTION 
COEFFICIENT
NOT TO SCALE
OVERALL
OBSCURE
ON CENTER
OUTSIDE DIAMETER
OWNER FURNISHED
CONTRACTOR INSTALLED
OFFICE
OWNER FURNISHED
OWNER INSTALLED
OVERHEAD
OPAQUE
OPENING
OPPOSITE
POST ANESTHESIA CARE UNIT
PARALLEL

IPS
IVT
PARTN
PBD
PC
PERF
PERIM
P
PLAM
PLAS
PLYWD
PNL
POLY
PR
PREFAB
PRT
PSF
PSI
PT
PTS
PVC
PWC
QT
QTY
R
RA
RAD
RB
RD
REF
REINF
REQD
RESIL
REV
RH
RHR
RM
RO
ROW
RWC
S
SCHED
SCWD
SECT
SEG
SF
SHR
SHT
SHTG
SIM
SPEC
SPKR
SQ
SS
SSM
SSS
SST
STA
STD
STC
STL
STOR
STRUCT
SURG
SUSP
SV
SRV
SYM
T
T&B
T&G
TEL
TELEM
TEMP
TERR
THK
THRES
TLT
TOC
TOF
TOS
TOW
TRANSF
TV
TYP
UL
UNXC
UNFIN
UON / UNO
UR
VAR
VAT
VB
VCB
VCT
VERT
VEST
VIF
VWC
W
W/
W/O
WC
WD
WDW
WF
WI
WT
WWF
WWM
YD

INTERIOR PAINT SYSTEM
INTRAVENOUS (IV) TRACK
PARTITION
PARTICLE BOARD
PERSONAL COMPUTER
PERFORATED
PERIMETER
PLATE
PLASTIC LAMINATE
PLASTER
PLYWOOD
PANEL
POLYETHYLENE
PAIR
PREFABRICATED
PRESSURE TREATED
POUNDS PER SQUARE FOOT
POUNDS PER SQUARE INCH
PAINT
PNEUMATIC TUBE STATION
POLYVINYL CHLORIDE
PROTECTIVE WALL COVERING
QUARRY TILE
QUANTITY
RISER
RETURN AIR
RADIUS
RESILIENT BASE
ROOF DRAIN
REFRIGERATOR
REINFORCED
REQUIRED
RUBBER
REVISION
RIGHT HAND
RIGHT HAND REVERSE
ROOM
ROUGH OPENING
RIGHT OF WAY
RAINWATER CONDUCTOR
SOUTH
SCHEDULE
SOLID CORE WOOD
SECTION
SEGMENT
SQUARE FOOT
SHOWER
SHEET
SHEATHING
SIMILAR
SPECIFICATION
SPEAKER
SQUARE
SERVICE SINK
SOLID SURFACE MATERIAL
SURGICAL SCRUB SINK
STAINLESS STEEL
STATION
STANDARD
SOUND TRANSMISSION CLASS
STEEL
STORAGE
STRUCTURAL, STRUCTURE
SURGERY
SUSPENDED
SHEET VINYL
SLIP RESISTANT VINYL
SYMMETRICAL
TREAD (S)
TOP AND BOTTOM
TONGUE AND GROOVE
TELEPHONE
TELEMETRY
TEMPORARY
TERRAZZO
THICK (NESS)
THRESHOLD
TOILET
TOP OF CONCRETE
TOP OF FOOTING
TOP OF STEEL
TOP OF WALL
TRANSFORMER
TELEVISION
TYPICAL
UNDERWRITERS LABORATORY
UNEXCAVATED
UNFINISHED
UNLESS OTHERWISE NOTED
URINAL
VARNISH
VINYL ASBESTOS TILE
VINYL BASE
VINYL COVE BASE
VINYL COMPOSITION TILE
VERTICAL
VESTIBULE
VERIFY IN FIELD
VINYL WALL COVERING
WEST
WITH
WITHOUT
WATER CLOSET
WOOD
WINDOW
WIDE FLANGE
WROUGHT IRON
WEIGHT
WELDED WIRE FABRIC
WELDED WIRE MESH
YARD

ABBREVIATIONS
1. CONTRACTOR SHALL PROVIDE ALL TEMPORARY 

PARTITIONS.  FINAL LOCATION, STAGING AND 
CONFIGURATION AS PER OWNER'S DIRECTION.

2. DISCONNECT OR ISOLATE HVAC SYSTEM IN CONSULTATION 
WITH THE ENGINEERING DEPARTMENT IN AREA WHERE 
WORK IS BEING DONE TO PREVENT CONTAMINATION OF 
DUCT SYSTEM.

3. CONTRACTOR SHALL PROVIDE TEMPORARY EXHAUST FANS, 
HEPA FILTER UNITS & RELATED DUCTWORK TO PROPERLY 
VENTILATE SITE DURING DEMOLITION & CONSTRUCTION 
OPERATION. COORDINATE LOCATION OF EXHAUST OUTLET 
TO EXTERIOR W/ OWNER'S REPRESENTATIVE.

4. MAINTAIN NEGATIVE AIR PRESSURE WITHIN WORK SITE 
UTILIZING HEPA EQUIPPED AIR FILTRATION UNITS OR 
OTHER METHODS.

5. RE-CIRCULATING HEPA UNITS MAY SUPPLEMENT DUST 
CONTROL MEASURES INSIDE THE WORK AREA.

6. ADDITIONAL HEPA FILTRATION UNIT SHOULD BE PLACED & 
INSTALLED NEAR ALL ENTRANCE AND EXIT TO THE WORK 
AREA. 

7. COMPLETE ALL CRITICAL BARRIERS - I.E. GYP BOARD, 
PLYWOOD, PLASTIC, TO SEAL WORK AREA FROM NON-
WORK AREA, OR IMPLEMENT CONTROL CUBE METHOD 
(CART WITH PLASTIC COVERING AND SEALED CONNECTION 
TO WORK SITE WITH HEPA VACUUM FOR VACUUMING 
PRIOR TO EXIT) BEFORE CONSTRUCTION BEGINS.

8. TRAFFIC PATTERNS FOR CONSTRUCTION WORKERS SHALL 
BE THE SAME AS THE MATERIAL DELIVERY ROUTE AND 
DEBRIS REMOVAL ROUTE. PATTERNS TO BE COORDINATED 
W/ OWNER REPRESENTATIVE

9. PLACE DUST MAT AT ENTRANCE AND EXIT OF WORK AREA 
AND REPLACE OR CLEAN WHEN NO LONGER EFFECTIVE

10. SAFETY WILL INSPECT ALL DUST CONTROL EQUIPMENT.

11. KEEP WORK AREA BROOM CLEAN AND REMOVE DEBRIS 
DAILY

12. CONTAIN CONSTRUCTION WASTE BEFORE TRANSPORT IN 
TIGHTLY SEALED CONTAINERS

13. SEAL HOLES, PIPES, CONDUITS, AND PUNCTURES 
APPROPRIATELY

14. USE ONLY DESIGNATED ROUTE TO TRANSPORT MATERIALS 
OR CONSTRUCTION DEBRIS. AS DIRECTED BY OWNER 
REPRESENTATIVE.

15. CONTRACTOR ACCESS AND WORK HOURS TO BE 
COORDINATED WITH OWNER.

16. ON-SITE DUMPSTERS TO BE SECURED AND COVERED AT 
ALL TIMES.

17. TEMPORARY EXIT SIGNAGE TO BE INSTALLED WHICH 
ACCOUNTS FOR TEMPORARY PARTITION IN ORDER TO 
MAINTAIN A CLEAR PATH OF EGRESS.

18. REVIEW POTABLE WATER SYSTEM DISRUPTION POLICY IF 
APPLICABLE.

19. ALL TEMPORARY CONSTRUCTION DOORS TO BE SELF-
CLOSING, WITH SELF-LOCKING HARDWARE 
CORRESPONDING APPROPRIATE RATINGS 

20. DO NOT REMOVE BARRIERS FROM WORK AREA UNTIL 
COMPLETED PROJECT IS INSPECTED BY THE PSO AND/ OR 
SAFETY OR INFECTION CONTROL DEPARTMENT. 

21. CONTRACTOR TO CLEAN AREA WITH HEPA FILTERED 
VACUUM OR WET MOP AS APPROPRIATE TO THE 
SATISFACTION OF THE PROJECT MANAGER. 

22. REMOVE ISOLATION OF HVAC SYSTEM IN AREAS WHERE 
WORK IS BEING PERFORMED.

23. ENVIRONMENTAL SERVICE WILL CONDUCT CLEANING WITH 
NYU APPROVED DISINFECTANT BEFORE RE-OCCUPATION 
OF THE AREA.

ICRA GENERAL NOTES PROJECT GENERAL NOTES
1. ALL TRADES ARE ADVISED THAT INFORMATION PERTINENT 

TO THEIR WORK MAY OCCUR IN OTHER PORTIONS OF THE 
CONTRACT DOCUMENTS AS APPLICABLE.  REFER TO 
STRUCTURAL, PLUMBING, MECHANICAL, AND ELECTRICAL 
DRAWINGS FOR ADDITIONAL GENERAL NOTES, 
ABBREVIATIONS, AND SYMBOLS.  ALL NOTES ARE TO BE 
REVIEWED AND APPLIED TO RELATED BUILDING 
COMPONENTS.  NOTES APPEAR ON VARIOUS SHEETS FOR 
DIFFERENT SYSTEMS AND MATERIALS. SHEETS ARE TO BE 
REVIEWED AND NOTES ON ANY ONE SHEET ARE TO BE 
APPLIED ON RELATED DRAWINGS AND DETAILS.

2. DO NOT SCALE THE DRAWINGS.  THE CONTRACTOR SHALL 
VERIFY ALL CONDITIONS AND DIMENSIONS PRIOR TO THE 
START OF CONSTRUCTION.  IF DISCREPANCIES ARE 
FOUND, THE ARCHITECT SHALL BE NOTIFIED FOR 
CLARIFICATION BEFORE COMMENCING THE WORK.

3. DETAILS NOT REFERENCED ARE SIMILAR IN CHARACTER TO 
THOSE SHOWN.  WHERE SPECIFIC DIMENSIONS, DETAILS 
OR DESIGN INTENT CANNOT BE DETERMINED, CONSULT 
THE ARCHITECT BEFORE PROCEEDING WITH THE WORK.

4. FINISH FLOOR ELEVATIONS ARE TO TOP OF CONCRETE, 
UNLESS OTHERWISE NOTED.

5. ALL FIRE-RESISTIVE (LABELED) DOORS SHALL HAVE THE 
APPROPRIATE UL OR OTHER RATING AGENCY LABEL, 
ACCEPTABLE TO AUTHORITIES HAVING JURISDICTION, 
AFFIXED TO BOTH DOOR AND FRAME.  LABELS SHALL 
REMAIN INTACT AND VISIBLE.  DO NOT PAINT OVER OR 
REMOVE LABEL.

6. ALL RECESSED ITEMS LOCATED IN FIRE-RATED WALLS 
SHALL BE INSTALLED MAINTAINING FIRE-RATED 
CONSTRUCTION. 

7. COORDINATE ACCESS PANELS WITH THE ARCHITECT 
PRIOR TO CONSTRUCTION.  CONTRACTOR SHALL PROVIDE 
ALL ACCESS DOORS OR PANELS REQUIRED COORDINATE 
WITH MEP DWGS.

8. ARCHITECTURAL DRAWINGS INDICATE DEVICE LOCATIONS 
ONLY, REFER TO MEP & COMMUNICATIONS DRAWINGS FOR 
OTHER REQUIREMENTS.

9. SET ALL DEVICES FLUSH WITH ANY APPLIED WALL FINISH.  
SEE FINISH PLAN FOR LOCATION AND TYPE.

10. PROVIDE CONTINUOUS STEEL PLATE, STUD AND/OR WOOD 
BLOCKING WITHIN WALL (PARTITION TYPE) AT ALL WALL 
MOUNTED ITEMS, INCLUDING, BUT NOT LIMITED TO: 
ACCESSORIES, CABINETRY, SHELVING, TOILET 
PARTITIONS, MONITORS, TV'S, EQUIPMENT LOCATIONS. 
WHEN ITEMS ARE TO BE LOCATED AT EXISTING 
PARTITIONS, CONTRACTOR TO REMOVE EXISTING 
FINISHED AS REQUIRED TO PROVIDE BLOCKING AS 
SPECIFIED.

11. GC TO FLASH PATCH AS NECESSARY TO PROVIDE A 
SMOOTH SURFACE TO RECEIVE ALL FLOORING PRODUCTS. 
THE ENTIRE SUBFLOOR SHALL BE CLEANED WITH A FLOOR 
POLISHING MACHINE WITH A SCREEN TO REMOVE TROWEL 
MARKS AND DEBRIS PRIOR TO FLOORING INSTALLATION.

12. CONTRACTOR SHALL FOLLOW MANUFACTURERS' PRINTED 
INSTALLATION INSTRUCTIONS, DETAILS AND 
RECOMMENDATIONS FOR PROPER INSTALLATION OF 
MATERIALS, EQUIPMENT AND FINISHES. 

13. CONTRACTOR TO INDICATE WALL LAYOUT IN CHALK PRIOR 
TO CONSTRUCTION.

14. PROVIDE A SINGLE LAYER OF 3/4" FIRE-RETARDANT-
TREATED PLYWOOD, 24" TO 96" AFF AT ALL COMM AND 
DATA ROOMS, PAINT TO MATCH WALL.

15. PIPING LOCATED ABOVE GRADE AND INSIDE THE BUILDING 
SHALL BE CONCEALED IN FURRED SPACES WITH THE 
EXCEPTION OF PIPING IN STAIRWAYS, EQUIPMENT ROOMS, 
SHELL SPACES AND MEP SUPPORT SPACES.  THE 
CONTRACTOR SHALL COORDINATE WITH OTHER TRADES 
TO PROVIDE FURRING FOR PIPING INSTALLED IN FINISHED 
AREAS.

16. CAULK AT JUNCTURE OF INTERIOR FACES OF DOOR 
FRAMES, VIEW WINDOW FRAMES, EXTERIOR WINDOW 
FRAMES, CABINET WORK AND CASEWORK WITH ADJACENT 
MATERIALS EVEN THOUGH JOINT MAY NOT BE VISIBLE.

17. ALL COMMUNICATIONS (DATA AND TELEPHONE) CABLING 
TO BE PROVIDED BY A VENDOR SELECTED BY OWNER. THE 
CONTRACTOR IS RESPONSIBLE FOR THE COMMUNICATION 
SYSTEM BACKBONE (I.E. BACKBOXES AND CONDUIT, CABLE 
TRAYS, RACKS PUNCH DOWN BLOCKS, ETC.). THAT MAY BE 
REQ'D. COMMUNICATION VENDORS WILL RUN WIRE, AND 
PROVIDE THE FINAL TERMINATIONS, TESTING, AND SET 
EQUIPMENT.

18. AT ALL MED GAS ROOMS, PROVIDE CHAIN W/ EYE HOOK 
EVERY 4'-0" O.C. TO SECURE MED GAS BOTTLES.
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VIEW MARKERS

BUILDING SECTION MARKER

WALL SECTION MARKER

DETAIL SECTION MARKER

EXTERIOR ELEVATION MARKER

INTERIOR ELEVATION MARKER

DETAIL CALLOUT

DRAWING NUMBER (TYP)

DRAWING SHEET (TYP)

REFERENCE TYPE (SIM, OH)

DRAWING NUMBER

DRAWING SHEET 

REFERENCE TYPE (SIM, OH)

DRAWING NUMBER 

DRAWING SHEET

DRAWING DIRECTION
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DRAWING SHEET

REFERENCE TYPE (SIM, OH)

VIEW EXTENTS

DRAWING SYMBOLS

REFERENCE GRID LINES

REFERENCE FLOOR LEVEL IDENTIDICATIONS

ROOM IDENTIFICATION TAG

DOOR IDENTIFICATION TAG

DOOR NUMBER

EXIT OCCUPANCY REQUIRED

EXIT OCCUPANCY PROVIDED

FIRE RATING (MINUTES)

WALL IDENTIFICATION TAG

WALL TYPE

FIRE RATING (HRS)

HEIGHT / HEAD 
CONDITION

ITEM TAGS

CEILING IDENTIFICATION TAG

ELEVATION ABOVE TOP OF 
SLAB ELEVATION

CEILING TYPE

LIGHT FIXTURE IDENTIFICATION TAG

FIXTURE TYPE

SLOPE TAG
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ACCESSIBILITY DETAILS
SEE SHEET G0.10 FOR LIST OF APPLICABLE CODES AND STANDARDS
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36" MIN
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T-SHAPED TURNING SPACENEW BUILDINGS OPTION 01

52" MIN

30
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CLEAR FLOOR SPACE

CIRCULAR TURNING SPACE

67"  MIN

36" MIN

> 
24

"

ALCOVE
FORWARD APPROACH
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15

"

30
" M

IN

48
" M

IN

ALCOVE
PARALLEL APPROACH

CARPET PILE HEIGHT

1/
2"

 M
A

X

ELONGATED OPENINGS IN
FLOOR OR GROUND SURFACES

X

LONG DIMENSION IS PERPENDICULAR TO 
DOMINANT DIRECTION OF TRAVEL
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TOE CLEARANCE
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KNEE CLEARANCE
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48
" M

IN

FRONT APPROACH, PUSH SIDE

52
" M

IN

12" MIN
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GENERAL NOTE

FOR QUESTIONS REGARDING ANSI

CONTACT:

ICC, CHICAGO DISTRICT OFFICE

4051 W. FLOSSMOOR ROAD

COUNTRY CLUB HILLS, IL  06478-5795

ICCSAFE.ORG

THIS DATA IS PROVIDED AS AN ADDITIONAL RESOURCE TO THE TEAM OF OWNER, CLIENT ARCHITECT,
ENGINEER, AND SPECIFICALLY, CONTRACTOR.  THIS IS A TOOL TO APPRISE ALL PARTIES OF GENERAL
ACCESSIBLE CONDITIONS AS PUBLISHED PER THE ANSI (AMERICAN NATIONAL STANDARDS INSTITUTE)
AND THE ACCESSIBILITY GUIDELINES FOR BUILDINGS AND FACILITIES.  THE DIAGRAMS ARE VERBATIM
DUPLICATIONS OF THE ANSI STANDARDS AND ARE NOT INDICATIVE OF ALL CONDITIONS AND
CERTAINLY DO NOT FULLY REPRESENT THE ENTIRETY OF THE WRITTEN GUIDELINES AS CONTAINED IN
THE STANDARDS.  THIS DATA IS IN SUPPORT OF GENERAL ARCHITECTURAL & ENGINEERING
DOCUMENTATION, WHICH IS INTENDED TO BE CONSISTENT WITH ACCESSIBLE CONDITIONS.  SINCE THE
ENTIRE TEAM OF OWNER, CLIENT, ARCHITECT, ENGINEER, AND SPECIFICALLY, CONTRACTOR IS
RESPONSIBLE FOR COMPLIANCE, THIS DATA IS PROVIDED TO ACT AS AN ADDED SAFEGUARD TO FULLY
FAMILIARIZE THE TEAM WITH EXPECTATIONS ASSOCIATED WITH THE ANSI STANDARDS AND TO ASSIST
THE TEAM IN ACHIEVING FULLY ACCESSIBLE CONDITIONS.  WE ENCOURAGE THE DETAILED REVIEW BY
OWNER AND CONTRACTOR.

NOTE:  THE MOST STRINGENT REQUIREMENT APPLIES WHEN ADDRESSING ADAAG VS. ANSI
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ENCLOSURE
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03
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86

PEDESTRIAN WALKWAY
PAINT STRIPING REF: CIVIL

PEDESTRIAN WALKWAY
PAINT STRIPING REF: CIVIL

PAINT STRIPING PER
ADA CODE REF: CIVIL

CONCRETE SIDEWALK
REF: CIVIL
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TRANSFORMER

LEGEND- SITE PLANS

EXISTING PARTITION TO REMAIN

PARTITION

TEMPORARY PARTITION

BUILDING ELEMENTS

GENERAL NOTES- SITE PLANS

ELEVATION (MAY BE RELATIVE TO PROJECT 
BENCHMARK OR OTHER DATUM- REFER TO 
GENERAL NOTES

COORDINATES AT POINT (MAY BE RELATIVE TO 
PROJECT BENCHMARK OR OTHER DATUM-
REFER TO GENERAL NOTES)

PROPERTY LINE LENGTH (IF TAGGED)
PROPERTY LINE BEARING (IF TAGGED)

PROPERTY LINE LENGTH (IF TAGGED)

PROPERTY LINES (TAGS MAY BE SHOWN FOR 
REFERENCE ONLY. REFER TO CIVIL DRAWINGS 
AND SURVEY FOR PROPERTY INFORMATION)

PARKING SPACES (ONE PER DIAGONAL LINE)

PARKING ROW COUNT

10.000

N 262.485

E 141.501

31.00
@96° 00' 00"

32.00

16
.0

0

4

1. REFER TO CIVIL DRAWINGS FOR ALL SITE UTILITIES , DRAINAGE, PARKING STRIPING, 
GRADING, AND PAVING.

2. REFER TO ELECTRICAL DRAWINGS FOR SITE INFORMATION INCLUDING, BUT NOT LIMITED TO 
THE FOLLOWING:
-  SITE LIGHT STANDARD LOCATIONS AND SIZES.
-  ELECTRICAL SLEEVING LOCATIONS AND SIZES.
-  TELEPHONE AND CABLE T.V. PULL BOX LOCATIONS.
-  ELECTRICAL MANHOLE LOCATIONS AND DETAILS.
-  PULL BOX LOCATIONS AND SIZES FOR VARIOUS SITE LIGHTING ELEMENTS.
-  EXTERIOR BUILDING ILLUMINATION AND UTILITY COORDINATION

3. REFER TO VENDOR SIGNAGE PACKAGE FOR ALL MONUMENT AND DIRECTIONAL SIGNAGE 
SIZES AND LOCATIONS.

4. PROVIDE A CONCRETE SPLASH BLOCK AT ALL ROOF DRAIN OUTLETS, REF. MEP DRAWINGS 
FOR LOCATIONS.

5. GENERAL CONTRACTOR TO VERIFY SPECIFIC SIZE AND REQUIREMENTS FOR DUMPSTER 
ENCLOSURE PER OWNER/VENDOR CONTRACT PRIOR TO CONSTRUCTION OF DUMPSTER 
ENCLOSURE.

6. PROVIDE FIRE LANE MARKING PER FPD 503.3, REF. CIVIL DRAWINGS FOR FURTHER 
INFORMATION.

7. REFER TO SURVEY FOR BENCH MARK AND DATUM ELEVATIONS, PROPERTY LINES, EXISTING 
CURB CUTS, UTILITY LOCATIONS EXISTING SIDEWALKS, STREETS, EASEMENTS AND OTHER 
EXISTING GRADE ELEVATIONS.

8. REFER TO THE LANDSCAPE CIVIL DRAWINGS FOR THE LANDSCAPE DESIGN, IRRIGATION 
WORK AND ASSOCIATED LANDSCAPE SCHEDULES AND DETAILS.

9. SEE COVER SHEET FOR ZONING DATA REQUIREMENTS.

10. REFER TO THE PHOTOMETRIC DRAWINGS FOR THE NEW SITE LIGHTING AND FIXTURE TYPES.

11. HANDICAP PARKING SPACES TO COMPLY WITH THE BARRIER FREE BUILDING CODE, 
CHAPTER 11, EACH PARKING SPACE SHALL BE CONSPICIOUSLY OUTLINED IN BLUE PAINT 
AND SHALL HAVE ABOVE GRADE SIGN BEARING THE INTERNATIONAL 'HC' SYSMBOL.

12. ALL ACCESSIBLE ROUTES TO MAINTAIN A MAXIMUM RUNNING SLOPE NOT STEEPER THAN 
1:20 (5%) AND CROSS SLOPE NO STEEPER THAN 1:48 (2.08%).
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LEGEND- SITE PLANS

EXISTING PARTITION TO REMAIN

PARTITION

TEMPORARY PARTITION

BUILDING ELEMENTS

GENERAL NOTES- SITE PLANS

ELEVATION (MAY BE RELATIVE TO PROJECT 
BENCHMARK OR OTHER DATUM- REFER TO 
GENERAL NOTES

COORDINATES AT POINT (MAY BE RELATIVE TO 
PROJECT BENCHMARK OR OTHER DATUM-
REFER TO GENERAL NOTES)

PROPERTY LINE LENGTH (IF TAGGED)
PROPERTY LINE BEARING (IF TAGGED)

PROPERTY LINE LENGTH (IF TAGGED)

PROPERTY LINES (TAGS MAY BE SHOWN FOR 
REFERENCE ONLY. REFER TO CIVIL DRAWINGS 
AND SURVEY FOR PROPERTY INFORMATION)

PARKING SPACES (ONE PER DIAGONAL LINE)

PARKING ROW COUNT

10.000

N 262.485

E 141.501

31.00
@96° 00' 00"

32.00

16
.0

0

4

1. REFER TO CIVIL DRAWINGS FOR ALL SITE UTILITIES , DRAINAGE, PARKING STRIPING, 
GRADING, AND PAVING.

2. REFER TO ELECTRICAL DRAWINGS FOR SITE INFORMATION INCLUDING, BUT NOT LIMITED TO 
THE FOLLOWING:
-  SITE LIGHT STANDARD LOCATIONS AND SIZES.
-  ELECTRICAL SLEEVING LOCATIONS AND SIZES.
-  TELEPHONE AND CABLE T.V. PULL BOX LOCATIONS.
-  ELECTRICAL MANHOLE LOCATIONS AND DETAILS.
-  PULL BOX LOCATIONS AND SIZES FOR VARIOUS SITE LIGHTING ELEMENTS.
-  EXTERIOR BUILDING ILLUMINATION AND UTILITY COORDINATION

3. REFER TO VENDOR SIGNAGE PACKAGE FOR ALL MONUMENT AND DIRECTIONAL SIGNAGE 
SIZES AND LOCATIONS.

4. PROVIDE A CONCRETE SPLASH BLOCK AT ALL ROOF DRAIN OUTLETS, REF. MEP DRAWINGS 
FOR LOCATIONS.

5. GENERAL CONTRACTOR TO VERIFY SPECIFIC SIZE AND REQUIREMENTS FOR DUMPSTER 
ENCLOSURE PER OWNER/VENDOR CONTRACT PRIOR TO CONSTRUCTION OF DUMPSTER 
ENCLOSURE.

6. PROVIDE FIRE LANE MARKING PER FPD 503.3, REF. CIVIL DRAWINGS FOR FURTHER 
INFORMATION.

7. REFER TO SURVEY FOR BENCH MARK AND DATUM ELEVATIONS, PROPERTY LINES, EXISTING 
CURB CUTS, UTILITY LOCATIONS EXISTING SIDEWALKS, STREETS, EASEMENTS AND OTHER 
EXISTING GRADE ELEVATIONS.

8. REFER TO THE LANDSCAPE CIVIL DRAWINGS FOR THE LANDSCAPE DESIGN, IRRIGATION 
WORK AND ASSOCIATED LANDSCAPE SCHEDULES AND DETAILS.

9. SEE COVER SHEET FOR ZONING DATA REQUIREMENTS.

10. REFER TO THE PHOTOMETRIC DRAWINGS FOR THE NEW SITE LIGHTING AND FIXTURE TYPES.

11. HANDICAP PARKING SPACES TO COMPLY WITH THE BARRIER FREE BUILDING CODE, 
CHAPTER 11, EACH PARKING SPACE SHALL BE CONSPICIOUSLY OUTLINED IN BLUE PAINT 
AND SHALL HAVE ABOVE GRADE SIGN BEARING THE INTERNATIONAL 'HC' SYSMBOL.

12. ALL ACCESSIBLE ROUTES TO MAINTAIN A MAXIMUM RUNNING SLOPE NOT STEEPER THAN 
1:20 (5%) AND CROSS SLOPE NO STEEPER THAN 1:48 (2.08%).
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1/4" = 1'-0"AS1.01

02 ENLARGED PLAN - AMBULANCE CANOPY

1/4" = 1'-0"AS1.01

01 ENLARGED PLAN - DROP-OFF CANOPY

1/4" = 1'-0"AS1.01

04 ENLARGED PLAN - DUMPSTER ENCLOSURE

1/4" = 1'-0"AS1.01

03 ENLARGED PLAN - GENERATOR ENCLOSURE

1" = 1'-0"AS1.01

05 PLAN DETAIL - DROP-OFF CANOPY

1" = 1'-0"AS1.01

06 PLAN DETAIL - AMBULANCE CANOPY
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REF: ELEVATIONS

1'
 - 

6"

2"
4"

6"
8"

1/
2"

4"

1"

DOCKING TAB - 1/2" 
x1/8" BAR STOCK WITH 
1" RETURN

CANE BOLT: 3/4"  Ø REINFORCING BAR

1"

SLEEVE: 1" STD. PIPE, 6" LONG

CANE BOLT RECEIVER: 1" 
STD. PIPE, 2" LONG, FULLY 
EMBEDED IN PAVING

2 3/4"

5 
1/

2"

1 1/4"

1"

2 
1/

4"

HANDLE: 1/2" Ø REINFORCING BAR

5" PADLOCK HASP: 1"x2 
1/4"x1/8" BAR STOCK ON 
1/4"Ø ROD2"

1"x1-1/2"x1/4" BAR 
STOCK WITH  3/8" 
Ø HOLE

3/4"x1/8" BAR STOCK WITH 1" RETURNS

1'-4"

6" DIA. STEEL PIPE BOLLARD SCH. 40, 
GALVANIZED

1/2" BITUMINOUS TYPE
PRE- FORMED EXPANSION JOINT
MATERIAL, AASHTO M-33

WRAP FIRST 6" OF PIPE
WITH FELT TO PREVENT
CRACKING IN CONCRETE.

FILL WITH GROUT AND CROWN TOP

3500 PSI CONCRETE (CLASS B)

WELD #3 STEEL REINF.

-
6"

6'
 - 

0"
 IN

S
ID

E
 D
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M

P
S

TE
R

 E
N

C
LO

S
U

R
E

3'
 - 

0"
 T

Y
P

.
2'

 -
6"

6"
6"

1 
1/

32
"

6" RETROREFLECTIVE ENGINEER'S 
TAPE (3M HIGH DENSITY YELLOW 
PRESSURE SENSTITIVE TAPE OR 
APPROVED EQUIVALENT), TYP.

1"

-

FINISH GRADE/PAVING, REF. 
CIVIL

MIN.

4"

MIN.

4"

BITUM. PROTECTIVE COATING
AROUND STEEL POST BELOW GRADE

2'
-6

"
6'

-0
"

4'
-0

"
C

O
N

F
IR

M
A

C
T

IV
E

 
Z

O
N

E

NOTE:
MAINTAIN 3" CLEAR
CONCRETE
COVER OVER
REINFORCING

PLAN VIEW

1" CHAMFER

FINISH GRADE

ELECTRICAL CONDUIT.
CONCEAL ALL WIRING IN
POLE AND BASE

ANCHOR BOLTS BY
POLE MANUFACTOR
MINIMUM 3'-0" LONG

NON-SHRINK GROUT

TORQUE NUT & 
LEVELING NUT

BASE COVER PLATE

HANDHOLE

POLE & LIGHT 
FIXTURE
BY MANUFACTURER

CONCRETE 
BASE

REF. STRUCT.

#10 GROUND CONDUCTOR 
CONNECT TO GROUND 

LUG OF POLE

3/4" x 8'-0" COPPER
WELD GROUND ROD

NFS MATERIAL

NFS MATERIAL

STEEL REINFORCING 
REF. STRUCT.
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LE

20
'-0

" F
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R
 S
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G

LE
 F
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U
R

E
S

2' - 0"

RESERVED

PARKING

VAN ACCESSIBLE

PHYSICIAN

PARKING

5'
-0

"
3'

-0
"

CONCRETE  STRUCTURE REF CIVIL

2 1/2" O.D. BRONZE PAINTED
STEEL SIGN POST

"VAN - ACCESSIBLE"
SIGN WHERE INDICATED ON 

SITE PLANS

1'
 - 

6"

1'
 - 

6"

8"

10".

PARKING BY
DISABLED

PERMIT
ONLY

COLORS:
TOP SYMBOL & BORDER = WHITE
BOTTOM TEXT & BORDER = BLACK
TOP BACKGROUND = BLUE
BOTTOM BACKGROUND = WHITE

$250.00 FINE
F.S. 318.14

COLORS:
TEXT & BORDER = BLACK
BACKGROUND = WHITE

1' - 0"1' - 0"1' - 0"

1'
 - 

6"
6"

BITUM. PROTECTIVE COATING
AROUND STEEL POST BELOW 
GRADE

LEVEL 1

0"

PREFROMED METAL COPING

EIFS ON 12" CMU
BASIS OF DESIGN:
SIKA SAHARA FINISH

THIN STONE ON 12" CMU

14'-0"

EXTERIORINTERIOR

AS1.02
04

OPP

LEVEL 1

0"

PREFROMED METAL COPING

EIFS ON 12" CMU
BASIS OF DESIGN:
SIKA SAHARA FINISH

THIN STONE ON 12" CMU

METAL LOUVER PANEL

7'
 - 

0 
1/

8"
4'

 - 
0"

14'-0"

EXTERIORINTERIOR

AS1.02
04

OPPLEVEL 1
0"

2.3

INSULATED CEMENT BOARD

THINSET LATEX CEMENT
MORTAR (MVIS)

SIMULATED STONE VENEER,
TYPE 02

CAST STONE ACCENT BAND

CAST STONE ACCENT BAND

6" COLD-FORMED METAL
FRAMING

STEEL COLUMN, RE: STRUCT
PAINT EXPOSED PORTION OF STEEL

SEALANT AND BACKER ROD

LEVEL 1
0' - 0"
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1 1/2" = 1'-0"AS1.02

01 SITE DETAIL - METAL WALL GATE HINGE

3/4" = 1'-0"AS1.02

02 SITE DETAIL - CONCRETE BOLLARD

1 1/2" = 1'-0"AS1.02

03 GATE POST DETAIL

1 1/2" = 1'-0"AS1.02

04 CMU WALL - SECTION DETAIL AT BASE

1 1/2" = 1'-0"AS1.02

05 DUMPSTER ENCLOSURE HARDWARE

3/4" = 1'-0"AS1.02

06 SITE DETAIL - STEEL PIPE BOLLARD

1/2" = 1'-0"AS1.02

07 LIGHT STANDARD

1" = 1'-0"AS1.02

08 ADA PARKING SIGN

1/2" = 1'-0"AS1.02

10 WALL SECTION - GENERATOR ENCLOSURE

1/2" = 1'-0"AS1.02

11 WALL SECTION - GEN. ENCLOSURE W/ LOUVER

1" = 1'-0"AS1.02

09 SECTION DETAIL - COLUMN BASE



LEVEL 1

0"

PREFROMED METAL COPING

EIFS ON 12" CMU
BASIS OF DESIGN:
SIKA SAHARA FINISH

THIN STONE ON 12" CMU

METAL GATE

5'
 - 

6"
2'

 - 
6"

8'
 - 

0"

LEVEL 1
0' - 0"

LEVEL 1

0"

PREFROMED METAL COPING

EIFS ON 12" CMU
BASIS OF DESIGN:
SIKA SAHARA FINISH

THIN STONE ON 12" CMU

LEVEL 1
0' - 0"

LEVEL 1

0"

PREFROMED METAL COPING

EIFS ON 12" CMU
BASIS OF DESIGN:
SIKA SAHARA FINISH

THIN STONE ON 12" CMU

LEVEL 1
0' - 0"

LEVEL 1

0"

PREFROMED METAL COPING

EIFS ON 12" CMU
BASIS OF DESIGN:
SIKA SAHARA FINISH

THIN STONE ON 12" CMU

LEVEL 1
0' - 0"

LEVEL 1

0"

METAL COPING

EIFS COATING

12" CMU

STEEL REINFORCING
REF: STRUCT

THIN BRICK

MORTAR BED

8'-0"

CONCRETE PAD
REF: STRUCT

AS1.02
04

LEVEL 1
0' - 0"
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1/4" = 1'-0"AS1.03

01 ELEVATION - DUMPSTER ENCLOSURE SOUTH

1/4" = 1'-0"AS1.03

02 ELEVATION - DUMPSTER ENCLOSURE WEST

1/4" = 1'-0"AS1.03

03 ELEVATION - DUMPSTER ENCLOSURE - NORTH

1/4" = 1'-0"AS1.03

04 ELEVATION - DUMPSTER ENCLOSURE EAST

1" = 1'-0"AS1.03

05 WALL SECTION - DUMPSTER ENCLOSURE



S

G

C

B

1.0 3.0 5.0

F

E

D

F.7

4.02.0

A

E.6

279.18 SF

TRAUMA

1119

70.74 SF

SOILED LINEN

1151

461.84 SF

CT

1145

100.64 SF

EQ STOR

1152

100.66 SF

ELECT

1153

283.07 SF

X-RAY

1142

57.73 SF

PAT TLT

1144

133.39 SF

EMERG ELEC

1154

135.09 SF

I.T.

1157

117.95 SF

NURSE OFFICE

1155

221.90 SF

STAFF LOUNGE

1156

50.00 SF

PUB TLT

1158

150.10 SF

VESTIBULE

1100

134.03 SF

RECEPTION

1102

142.49 SF

TRIAGE

1103

49.89 SF

PAT TLT

1108

131.87 SF

EXAM #04

1109

129.34 SF

EXAM #05

1110

136.59 SF

EXAM #06

1111

130.47 SF

EXAM #07

1112290.09 SF

NURSE STATION

1125

274.96 SF

NURSE STATION

1124

111.21 SF

CONTROL

1143

52.22 SF

PUB TLT

1159

51.72 SF

PAT TLT

1132

111.79 SF

SECURE EXAM

1131

108.45 SF

MEDS

1130

49.12 SF

STAFF TLT

1133

45.47 SF

DX STOR

1135

44.96 SF

DRESS

1136

526.15 SF

CORRIDOR

1139

751.03 SF

WAITING

1101

388.42 SF

CORRIDOR

1127

120.35 SF

FIRE RISER

1107

40.56 SF

CLEAN LINEN

1146

141.93 SF

DR OFFICE

1150

316.47 SF

LAB

1149

108.15 SF

SOILED UTIL

1148

113.80 SF

CLEAN UTIL

1147 283.18 SF

SUPPLY STORAGE

1120

39.56 SF

JAN

1134

34.74 SF

NOURISH

1126

229.23 SF

ISO EXAM

1118

81.32 SF

ISO TLT

1117

63.02 SF

MED GAS

1116

49.16 SF

MED VAC

1115

119.17 SF

VESTIBULE

1114

94.44 SF

DECON

1113

130.34 SF

EXAM #01

1104

130.34 SF

EXAM #02

1105

130.34 SF

EXAM #03

1106

128.71 SF

EXAM #09

1128

128.71 SF

EXAM #08

1129

333.04 SF

CORRIDOR

1123

379.01 SF

CORRIDOR

1122

350.93 SF

CORRIDOR

1121

297.41 SF

CORRIDOR

1140

316.33 SF

CORRIDOR

1138

S
1103B

20
1123

20
112145

1147
45

1148
45

1149

45
1151

45
1152

45
1153

45
1154

142'-5"

84'-6"

35.56 SF

COFFEE BAR

1160

S
1104

S
1105

S
1106

S
1108

S
1128

S
1129

S
1130

S
1131

S
1112

S
1111

S
1110

S
1109

S
1118

S
1119

45
1120

S
1150

S
1132

S
1133

S
1134

S
1145A

S
1135

S
1144

S
1136S

1142

S
1137

S
1159

S
1158

S
1156

S
1157

S
1155

S
1143

45
1146

93'-11"E2

106'-7"E1

SMOKE COMPARTMENT #01
5468 SF

SMOKE COMPARTMENT #02
4724 SF

FE01

FEC12

FE01

FE01

FEC12

61.72 SF

OFFICE

1137

20
1103A

02
A3.10

FE01

5.3 5.4

D.7

E.4

1.3 2.71.2 2.3 7.1

B.8

FEC11

FEC11

EXIT #01
OCCUPANCT SERVED: 31

EXIT #02
OCCUPANTS SERVED 20EXIT #03

OCCUPANTS SERVED: 30 

3.5

LEGEND- LIFE SAFETY PLANS

BUILDING ELEMENTS

DISTANCE- COMMON PATH OF TRAVEL

DISTANCE- EGRESS PATH

DISTANCE- BETWEEN FIRE EXTINGUISHERS

PATH DISTANCE

PATH NUMBER

PATH

Cx 19'-7"

Ex 19'-7"

Fx 19'-7"

GENERAL NOTES- LIFE SAFETY  PLANS

FIRE RATED DOOR

OCCUPANTS SERVED (EGRESS)
OCCUPANTS REQUIRED (EGRESS)

FIRE RATING OF DOOR

DOOR NUMBER

EXIT SIGN: AT EXIT (ONE SIDED)

EXIT SIGN: EXIT DIRECTION (ONE SIDED)

EXIT SIGN: MULTIPLE EXIT DIRECTION (ONE 
SIDED)

EXIT SIGN: TWO FILLED QUADRANTS INDICATE 
TWO SIDED SIGN (HATCHED AREAS INDICATE 
DIRECTIONS SIGN IS VISIBLE FROM)

FIRE EXTINGUISHERS

169
32

212 212

45 45

FEC11

FEC12

FE01

FEC13

MHO MAGNETIC HOLD OPEN

HAZARDOUS AREAS

1. FIRE RESISTANCE RATINGS SHOWN ARE MINIMUM RATINGS REQUIRED. REFER TO 
PARTITION TYPES, AND SPECIFICATIONS, FOR MORE INFORMATION

2. FIRE RESISTANCE RATINGS IN PARTITIONS ARE SHOWN WHERE PARTITIONS ARE NOT CUT 
BY DOORS, WINDOWS, STOREFRONTS, OR OTHER OBJECTS. RATED PARTITION MAY EXIST 
ABOVE OBJECTS. 

3. PROVIDE F.E. / F.E.C. IN ACCORDANCE WITH NFPA 10. ONE FIRE EXTINGUISHER IS 
REQUIRED PER EACH 2,500 SF OF FLOOR AREA BUT NOT LESS THAN TO EACH PATH OF 
EGRESS OR WITHIN A TRAVEL DISTANCE OF 75 FEET. IN ADDITION, PROVIDE ONE FIRE 
EXTINGUISHER AT EACH LOCATION AS OUTLINED WITHIN SPECIFICATION 104400 
INCLUDING, BUT NOT LIMITED TO EACH ELECTRICAL ROOM AND EACH STORAGE ROOM 
OVER 100 SF.

4. REF: 'A7.00 SERIES' - MISCELLANEOUS DETAILS SHEETS FOR FIRE EXTINGUISHER CABINET 
IN RATED WALLS DETAILS.

5. INSTALL EXIT LIGHT FIXTURE CENTERED ABOVE DOOR FRAME AT ALL DOORS DENOTED AS 
AN EXIT. CENTER ABOVE DOOR LEAF AT DOUBLE EGRESS DOORS.

6. ALL DOORS IN SMOKE PARTITIONS TO RECEIVE SMOKE GASKETS, AND BE POSITIVE 
LATCHING.

7. ALL WAITING AREAS OPEN TO THE PATH OF EGRESS SHALL BE PROVIDED WITH QUICK 
RESPONSE SPRINKLERS.

8. CORRIDOR PARTITION, HORIZONTAL EXIT PARTITIONS, EXIT ENCLOSURES, AND FIRE 
RATED WALLS REQUIRED TO HAVE PROTECTED OPENINGS SHALL BE EFFECTIVELY AND 
PERMANENTLY IDENTIFIED WITH SIGNS OR STENCILED IN A MANNER ACCEPTABLE TO THE 
AUTHORITY HAVING JURISDICTION, SUCH IDENTIFICATION SHALL BE ABOVE ANY 
DECORATIVE CEILING AND IN CONCEALED SPACES. SUGGESTED WORDING: "FIRE AND 
SMOKE BARRIER, PROTECT ALL OPENINGS".

9. INSTALL FIRE DEPATMENT KNOX BOX AT ENTRY AS REQUIRED.

10. REFER TO ELECTRICAL PLANS FOR EMERGENCY LIGHTING LOCATIONS.

11. WHERE 1-HOUR FIRE-RATED SMOKE BARRIER TERMINATES THROUGH EXTERIOR WALLS, 
ENSURE RATING IS CARRIED TO THE EXTERIOR FACE OF SHEATHING OF EXTERIOR WALL. 
REF: 'A7.00 SERIES' - MISCELLANEOUS DETAILS FOR WALL PRIORITIES.

12. GENERAL CONTRACTOR TO FIELD VERIFY RATED SEALS AT FLOOR EDGES AGAINST 
EXTERIOR WALL.

13. ALL RATED WALLS TO BE PROPERLY LABELED ABOVE CEILING PER AHJ'S REQUIREMENTS.

BUILDING AREA PER SCBC 506.2.2 (PER OCCUPANCY GROUP)
AA = [AT + (NS X IF)]
I-2 OCCUPANCY: AA = [33,000 + (33,000 X 0.75)] = 57,750 SF
B OCCUPANCY: AA = [69,000 + (69,000 X 0.75)] = 120,750 SF

SEPARATED OCCUPANCIES PER SCBC 508.4.2
I-2 OCCUPANCY: 10,290 / 57,750 = 0.18
B OCCUPANCY: 40,000 / 120,750 = 0.33
0.18 + 0.33 = 0.51 < 1

EXIT #, WIDTH IN INCHES
A

44"

SP STANDPIPE, REF; MEP

SUITE

EXISTING PARTITION TO REMAIN

SMOKE PARTITION

TEMPORARY PARTITION

1 HR FIRE BARRIER

1 HR FIRE / SMOKE BARRIER

2 HR FIRE BARRIER

2 HR FIRE / SMOKE BARRIER

3 HR FIRE BARRIER

3 HR FIRE / SMOKE BARRIER

4 HR FIRE BARRIER

4 HR FIRE / SMOKE BARRIER

LIFE SAFETY NARRATIVE PER NFPA 101

(1) BUILDING OCCUPANCY: IBC - GROUP I-2, NFPA - FSED

CONSTRUCTION TYPE: NFPA TYPE II - (000), IBC TYPE 000

INTENDED USES: FSED LIST PER NFPA

(2) BUILDING AREA: 10,190 SF

(3) EGRESS: SEE EGRESS CALCULATIONS IN LIFE SAFETY DATA PROVIDED
ACCESS CONTROL:
FIRE BARRIERS: 1HR RATED MEDICAL GAS PER NFPA 99

1HR RATED ELECTRICAL ROOMS PER N.E.C 450.21
1HR RATED STORAGE ROOMS OVER 100 SF
1HR WASTE AND LINEN COLLECTION

SMOKE PARTITIONS: CORRIDORS

SMOKE BARRIERS: 1HR RATED SMOKE COMPARTMENT PER NFPA 20.3.7.2

FIRE SUPRESSION FULLY OPERATIONAL FIRE SUPRESSION SYSTEM
SYSTEM:

EMERGENCY LIGHTING PROVIDED IN ACCORDANCE WITH NFPA 99 & NFPA 101
& ESSENTIAL ELECTRICAL
SYSTEMS:

LIFE SAFETY MECHANICAL NOTES

1. METAL DUCTWORK TO BE CONSTRUCTED OF MINIMUM 26 GAUGE STEEL PER IMC 
607.5.2 EXCEPTION 3 FOR NOT PROVIDING FIRE DAMPERS AT 1HR FIRE BARRIER 
PENETRATIONS.

2. FLEXIBLE DUCT CONNECTIONS TO DIFFUSER ARE TO BE MADE BETWEEN METAL 
DUCT AND DIFFUSER WITHIN SAME ROOM. DO NOT PENETRATE WALLS WITH 
FLEXIBLE DUCTWORK PER IMC 607.5.2 EXCEPTION 3.2 FOR NOT PROVIDING FIRE 
DAMPERS AT 1HR FIRE BARRIER PENETRATIONS.

LIFE SAFETY PLAN DATA

MINIMUM NUMBER OF EXITS REQ'D PER FBC 1006.3.1:
LEVEL OCCUPANT LOAD EXITS REQ'D. PROVIDED
01 81 02 03

EXITS REQUIRED PER SMOKE COMPARTMENT - 02
EXITS PROVIDED PER SMOKE COMPARTMENT - 02
EXIT ACCESS TRAVEL DISTANCE: 300 FT
(TO AN EXIT FROM ANY POINT IN A ROOM) NFPA 101 20.2.6.2 (2) = 106'-7" (200' ALLOWED)

MAXIMUM DEAD END CORRIDOR: 50'

T
H

E
 L

IN
E

 S
H

O
W

N
 A

B
O

V
E

 IS
  E

X
A

C
T

LY
 

O
N

E
 IN

C
H

 L
O

N
G

  A
T

 T
H

IS
 S

H
E

E
T

S
 

O
R

IG
IN

A
L 

P
A

G
E

 S
IZ

E

P
R

O
J

E
C

T
 N

U
M

B
E

R
:

ORIG SUBMISSION:

NOT F
OR 

CONSTRUCTIO
N

CURRENT:

SHEET TITLE AND NUMBER:

DATE DESCRIPTION∆

JEREMY PEARCE

A0.01
LIFE SAFETY PLAN

30
24

09
7.

00

2026.03.06

C
M

C
 2

2-
90

 H
an

d
 F

S
E

D

AR.9937

C
M

C
 C

O
N

W
A

Y
 M

E
D

IC
A

L
 C

E
N

T
E

R

66
01

 S
C

-9
0

C
O

N
W

A
Y

, S
C

 2
95

26

1/8" = 1'-0"A0.01

01 LIFE SAFETY PLAN- LEVEL 1

LIFE SAFETY- OCCUPANCY- LEVEL 1
SMOKE

COMPARTMENT AREA AREA FUNCTION (OLF) AREA PER OCCUPANT OCCUPANTS
CURRENT

REV

SC-1

SC-1 3356.29 SF (IBC2021) BUSINESS 150.00 SF 23

SC-1 1049.20 SF (IBC2021) I-2 OUTPATIENT AREAS 100.00 SF 11

SC-1 909.80 SF (IBC2021) STORAGE/MECH 300.00 SF 5

SC-2

SC-2 2563.62 SF (IBC2021) BUSINESS 150.00 SF 18

SC-2 1925.10 SF (IBC2021) I-2 OUTPATIENT AREAS 100.00 SF 22

SC-2 323.30 SF (IBC2021) STORAGE/MECH 300.00 SF 2

10127.31 SF 81

EXITING REQUIREMENTS- LEVEL 1
SMOKE

COMPARTMENT AREA
AREA PER
OCCUPANT OCCUPANTS

EXIT WIDTHS REQUIRED CURRENT
REVHORIZ EXITS STAIRS

SC-1 5315.29 SF <varies> 39 5.85" 7.80"

SC-2 4812.02 SF <varies> 42 6.30" 8.40"

EGRESS PATHS- LEVEL 1

PATH DISTANCE
CURRENT

REV

E2 93'-11"

E1 106'-7"
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A5.00 SCALE:  3/4" = 1'-0"01
CCTV MOUNTING DIAGRAM AT WORK SPACE

A5.00 SCALE:  3/4" = 1'-0"02
TV MOUNTING DIAGRAMS

TOILET ACCESSORY SCHEDULE

Item_Type Tag Description Manufacturer

GB2 GRAB BAR- HORIZONTAL- 36" AMERICAN SPECIALTIES

GB3 GRAB BAR- HORIZONTAL- 42" AMERICAN SPECIALTIES

GB5 GRAB BAR- VERTICAL- 18" AMERICAN SPECIALTIES

TA01 Z-Fold Bobrick

TA02 Soap Dispenser Bradley Corporation

TA03 WASTE CAN, OPEN Rubbermaid























FRAME TYPES

1
NOTES:
1.  REFER TO PROJECT MANUAL AND DOOR AND FRAME SCHEDULE FOR DOOR FRAME 
HEIGHTS AND WIDTHS, ETC.
2.  FILL FRAMES OF DOORS OVER 5'-0" WIDE WITH GROUT
3.  REFER TO LIFE SAFETY DRAWINGS TO VERIFY COMPLIANCE W/ ALL FIRE RATINGS & 
SMOKE TIGHT REQUIREMENTS.

SINGLE EGRESS
DOUBLE RABBETED

2

DOUBLE EGRESS 
SINGLE RABBETED

3

SINGLE EGRESS 
DOUBLE RABBETED

DOOR TYPES

F

NOTE:  REFER TO PROJECT MANUAL AND DOOR AND FRAME 
             SCHEDULE FOR DOOR HEIGHTS AND WIDTHS, ETC.
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CASED

SCALE: 1/4"=1'-0"
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ALUMINUM TRACKLESS SLIDER
SYSTEM WITH BREAK-OUT

PACKAGE WIDTH = DOOR WIDTH
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REF DOOR SCHEDULE

HP

EG

PG

OF

HOSPITAL LATCH; PUSH-PULL FROM BOTH SIDES, KEY 
LOCKS FROM OUTSIDE OR OVERRIDES PRIVACY LATCH 
ON INSIDE, FREE TO EXIT FROM INSIDE.

EMERGENCY EGRESS; PUSH BAR IN DIRECTION OF TRAVEL

PASSAGE SET; LEVER ON BOTH SIDES, LATCH TO 
HOLD DOOR SHU, NO LOCK OR KEY.

OFFICE LOCK; KEY LOCKS/UNLOCKS FROM BOTH SIDES, 
PUSH BUTTON LOCK INSIDE, INSIDE LEVER ALWAYS FREE 
EXIT.

CL CLASSROOM LOCK; KEY LOCKS/UNLOCKS FROM BOTH 
SIDES, INSIDE LEVER ALWAYS FREE TO EXIT.

ST STOREROOM LOCK; KEY LOCK/UNLOCKS FROM 
BOTH SIDES, INSIDE LEVER ALWAYS FREE TO EXIT.

KP MECHANICAL KEYPAD LOCK

EN ENTRY LOCK; KEY LOCKS/UNLOCKS FROM BOTH SIDES, PUSH 
BUTTON ON INSIDE OVERRIDES KEY, INSIDE LEVER ALWAYS 
FREE TO EXIT, CARD READER ON INSIDE AND OUTISDE.

CR STOREROOM LOCK W/ CARD READER

HARDWARE LEGEND

REMARKS:
1. PAIR DOORS, EQUAL
2. PAIR DOORS, UNEVEN
3. MAGNETIC HOLD OPEN (MHO)
4. CARD READER
5. LEAD LINED
6. OVERHEAD COILING DOOR
7. PACKAGED DOOR
8. AUTO OPERATOR, SURFACE MOUNTED
9. PIVOT HINGE, EMERGENCY STOP
10. REMOTE DOOR RELEASE
11. EXTERIOR DOOR - WEATHER STRIP/DRIP EDGE
12. PUSH PAD ACTUATOR
13. AUTO OPERATOR, CONCEALED UNIT
14. PROVIDE LOUVER IN DOOR - RE: MECHANICAL
15. KEYPAD

LEGEND:
ALM ALUMINUM
F FLUSH
HM HOLLOW METAL
NV NARROW VIEW
WD WOOD W/ PLAM
KD KNOCKDOWN
SF STOREFRONT 
FG FIBERGLASS

LOCKSETS

PR PRIVACY LATCH; PUSH BUTTON LOCK ON INSIDE, 
EMERGENCY LATCH ON BOTH SIDES OVERRIDES BUTTON. 
NO KEY

TE1

ALUMINUM AUTO SLIDE DOOR
SYSTEM WITH BREAK-OUT

PACKAGE WIDTH = DOOR WIDTH
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1.  ALL GLAZING TYPES TO BE TYPE 'A', UNLESS NOTED OTHERWISE

2.  DO NOT SCALE DRAWINGS.  IF DIMENSIONS ARE IN QUESTION, THE CONTRACTOR 
SHALL BE RESPONSIBLE FOR OBTAINING CLARIFICATIONS FROM THE ARCHITECT.

3.  REFER TO THE PROJECT MANUAL FOR ADDITIONAL INFORMATION ON FRAME AND 
GLAZING TYPES.

4.  IDENTIFIED DIMENSIONS ARE TO ROUGH OPENING OR CENTER OF MULLION.  GC TO 
FIELD VERIFY ALL OPENINGS AND PROVIDE JOINT WIDTHS AS NOTED IN WINDOW 
SECTION DETAILS.

5.  REFER TO A-3 & A-6 SERIES FOR ADDITIONAL DETAILS.

GLAZING GENERAL NOTES GLAZING LEGEND

*SAFETY GLAZING IN HAZARDOUS AREAS AS DICTATED BY 2406.1 OF THE IBC, SHALL 
COMPLY WITH SECTION 2406.1.1. THROUGH 2406.1.4.

A 1 5/16" LAMINATED INSULATING IMPACT GLAZING

C 1 5/16" LAMINATED INSULATING SPANDREL IMPACT GLAZING

D 1 5/16" LAMINATED INSULATING SPANDREL IMPACT GLAZING - TEMPERED

B 1 5/16" LAMINATED INSULATING IMPACT GLAZING - TEMPERED

E 1/4" CLEAR TEMPERED GLAZING, (SAFETY GLASS)

F LEADED GLASS

G 9/16" LAMINATED SPANDREL IMPACT GLAZING

H 9/16" TEMPERED IMPACT GLAZING

FIRE RATED, SAFETY-RATED GLAZING REF. SPECSI

(MTL01) 1 INCH INSULATED METAL PANEL UNIT REF. SPECSJ
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ARCH- DOOR SCHEDULE- CORE AND SHELL
DOOR

ROOM NAME

DOOR DOOR PANELS DOOR FRAME

HEAD JAMB COMMENTS CURRENT REV OVT Hardware Set NUMBER
FIRE RATING

(MIN) NUM OF PNLS

PANEL TYPE PANEL DIMENSIONS TOTAL OF PANELS

THICKNESS TYPE

FACE DIMENSIONS

DEPTHPANEL 1 PANEL 2

WIDTH

HEIGHT WIDTH HEIGHT JAMB WIDTH HEAD HEIGHTPANEL 1 PANEL 2

1100A 1 PNL.O.AL 7'-0" 3'-11" 7'-0" 1 3/4" 2" 6" 4" 7,8,10 SAT-2000

1100B VESTIBULE 1 PNL.O.AL 7'-0" 3'-11" 7'-0" 1 3/4" 2" 6" 4" 7,8,10 SAT-2000

1100L SECURE EXAM 1 PNL.F1.STL 5'-2" 9'-6" 5'-2" 9'-6" 1/4" FRM.1101.STL1 2" 2" 4 3/4" 05/A6.31 06/A6.31 6 001

1102 RECEPTION 1 PNL.F.WD 3'-0" 7'-0" 3'-0" 7'-0" 1 3/4" FRM.001.HM1 2" 2" 5 3/4" 05/A6.31 06/A6.31 4, OF C201

1103A TRIAGE 20 1 PNL.F.WD 3'-0" 7'-0" 3'-0" 7'-0" 1 3/4" FRM.001.HM1 2" 2" 5 3/4" 05/A6.31 06/A6.31 4, OF CY201

1103B TRIAGE S 1 PNL.F.WD 4'-0" 7'-0" 4'-0" 7'-0" 1 3/4" FRM.001.HM1 2" 2" 5 3/4" 05/A6.31 06/A6.31 PG 403W

1104 CORRIDOR S 1 PNL.O.AL 7'-0" 4'-6" 7'-0" 1 3/4" 2" 6 1/4" 4" 03/A6.31 04/A6.31 7 SAT-8300A

1105 CORRIDOR S 1 PNL.O.AL 7'-0" 4'-6" 7'-0" 1 3/4" 2" 6 1/4" 4" 03/A6.31 04/A6.31 7 SAT-8300A

1106 CORRIDOR S 1 PNL.O.AL 7'-0" 4'-6" 7'-0" 1 3/4" 2" 6 1/4" 4" 03/A6.31 04/A6.31 7 SAT-8300A

1107 1 PNL.L.HM 3'-0" 7'-0" 3'-0" 7'-0" 1 3/4" FRM.001.HM1 2" 2" 1'-0 1/8" 05/A6.31 06/A6.31 11,ST 205

1108 CORRIDOR S 1 PNL.F.WD 3'-0" 7'-0" 3'-0" 7'-0" 1 3/4" FRM.001.HM1 2" 2" 5 3/4" 05/A6.31 06/A6.31 PR 341

1109 CORRIDOR S 1 PNL.O.AL 7'-0" 4'-6" 7'-0" 1 3/4" 2" 6 1/4" 4" 03/A6.31 04/A6.31 7 SAT-8300A

1110 CORRIDOR S 1 PNL.O.AL 7'-0" 4'-6" 7'-0" 1 3/4" 2" 6 1/4" 4" 03/A6.31 04/A6.31 7 SAT-8300A

1111 CORRIDOR S 1 PNL.O.AL 7'-0" 4'-6" 7'-0" 1 3/4" 2" 6 1/4" 4" 03/A6.31 04/A6.31 7 SAT-8300A

1112 CORRIDOR S 1 PNL.O.AL 7'-0" 4'-6" 7'-0" 1 3/4" 2" 6 1/4" 4" 03/A6.31 04/A6.31 7 SAT-8300A

1113A DECON 1 PNL.F.WD 3'-0" 7'-0" 3'-0" 7'-0" 1 3/4" FRM.001.HM1 2" 2" 5 3/4" 05/A6.31 06/A6.31 PR 341G

1113B 1 PNL.F.HM 3'-0" 7'-0" 3'-0" 7'-0" 1 3/4" FRM.001.HM1 2" 2" 1'-0 1/8" 05/A6.31 06/A6.31 4,11 C205

1114A VESTIBULE 2 PNL.O.AL PNL.O.AL 3'-0" 3'-0" 7'-0" 6'-0" 7'-0" 2 3/8" FRM.001.AL1 2" 2" 4 3/4" 4,7,10 ACR710A

1114B 2 PNL.O.AL PNL.O.AL 3'-0" 3'-0" 7'-0" 6'-0" 7'-0" 2 3/8" FRM.001.AL1 2" 2" 4 3/4" 4,7,10 ACR714A

1115 1 PNL.F.HM 3'-0" 7'-0" 3'-0" 7'-0" 1 3/4" FRM.001.HM1 2" 2" 1'-0 1/8" 05/A6.31 06/A6.31 11,ST CR205

1116 1 PNL.L.HM 3'-0" 7'-0" 3'-0" 7'-0" 1 3/4" FRM.001.HM1 2" 2" 1'-0 1/8" 05/A6.31 06/A6.31 11,14,ST CR205

1117 ISO EXAM 1 PNL.F.WD 4'-0" 7'-0" 4'-0" 7'-0" 1 3/4" FRM.001.HM1 2" 2" 5 3/4" 05/A6.31 06/A6.31 PR 343W

1118 CORRIDOR S 1 PNL.O.AL 7'-0" 4'-6" 7'-0" 1 3/4" 2" 6 1/4" 4" 03/A6.31 04/A6.31 7 SAT-8300A

1119 CORRIDOR S 1 PNL.O.AL 7'-0" 4'-6" 7'-0" 1 3/4" 2" 6 1/4" 4" 03/A6.31 04/A6.31 7 SAT-8300A

1120 SUPPLY
STORAGE

45 1 PNL.F.WD 3'-0" 7'-0" 3'-0" 7'-0" 1 3/4" FRM.001.HM1 2" 2" 5 3/4" 05/A6.31 06/A6.31 4,ST C201

1121 CORRIDOR 20 2 PNL.N.HM PNL.N.HM 3'-8" 3'-8" 7'-0" 7'-4" 7'-0" 1 3/4" FRM.002.HM4 2" 2" 5 3/4" 1 ACMX720DRW

1123 WAITING 20 2 PNL.N.HM PNL.N.HM 3'-8" 3'-8" 7'-0" 7'-4" 7'-0" 1 3/4" FRM.002.HM4 2" 2" 5 3/4" 1,4 ACMX720DRW

1128 CORRIDOR S 1 PNL.O.AL 7'-0" 4'-6" 7'-0" 1 3/4" 2" 6 1/4" 4" 03/A6.31 04/A6.31 7 SAT-8300A

1129 CORRIDOR S 1 PNL.O.AL 7'-0" 4'-6" 7'-0" 1 3/4" 2" 6 1/4" 4" 03/A6.31 04/A6.31 7 SAT-8300A

1130 MEDS S 1 PNL.F.WD 3'-0" 7'-0" 3'-0" 7'-0" 1 3/4" FRM.001.HM1 2" 2" 5 3/4" 05/A6.31 06/A6.31 4, OF C201

1131 SECURE EXAM S 1 PNL.N.WD 4'-0" 7'-0" 4'-0" 7'-0" 1 3/4" FRM.001.HM1 2" 2" 5 3/4" 05/A6.31 06/A6.31 PS 403W

1132 CORRIDOR S 1 PNL.F.WD 3'-0" 7'-0" 3'-0" 7'-0" 1 3/4" FRM.001.HM1 2" 2" 5 3/4" 05/A6.31 06/A6.31 PR 341

1133 STAFF TLT S 1 PNL.F.WD 3'-0" 7'-0" 3'-0" 7'-0" 1 3/4" FRM.001.HM1 2" 2" 5 3/4" 05/A6.31 06/A6.31 4,PR 341

1134 JAN S 1 PNL.F.WD 3'-0" 7'-0" 3'-0" 7'-0" 1 3/4" FRM.001.HM1 2" 2" 5 3/4" 05/A6.31 06/A6.31 ST K201

1135 DX STOR S 1 PNL.F.WD 3'-0" 7'-0" 3'-0" 7'-0" 1 3/4" FRM.001.HM1 2" 2" 5 3/4" 05/A6.31 06/A6.31 ST 201

1136 DRESS S 1 PNL.F.WD 3'-0" 7'-0" 3'-0" 7'-0" 1 3/4" FRM.001.HM1 2" 2" 5 3/4" 05/A6.31 06/A6.31 PR 341

1137 OFFICE S 1 PNL.F.WD 3'-0" 7'-0" 3'-0" 7'-0" 1 3/4" FRM.001.HM1 2" 2" 5 3/4" 05/A6.31 06/A6.31 OF K101

1138 WAITING ST 1 PNL.N.WD 4'-0" 7'-0" 4'-0" 7'-0" 1 3/4" FRM.001.HM1 2" 2" 5 3/4" 05/A6.31 06/A6.31 4,PG AC711RW

1140 WAITING 1 PNL.N.WD 3'-0" 7'-0" 3'-0" 7'-0" 1 3/4" FRM.001.HM1 2" 2" 5 3/4" 05/A6.31 06/A6.31 4,PG C201

1142 X-RAY S 1 PNL.F.WD 4'-0" 7'-0" 4'-0" 7'-0" 1 3/4" FRM.001.HM1 2" 2" 5 3/4" 05/A6.31 06/A6.31 5,PG L501G

1143 CONTROL S 1 PNL.F.WD 3'-0" 7'-0" 3'-0" 7'-0" 1 3/4" FRM.001.HM1 2" 2" 5 3/4" 05/A6.31 06/A6.31 5,PG L507G

1144 PAT TLT S 1 PNL.F.WD 3'-0" 7'-0" 3'-0" 7'-0" 1 3/4" FRM.001.HM1 2" 2" 5 3/4" 05/A6.31 06/A6.31 PR 341

1145A CT S 1 PNL.F.WD 4'-0" 7'-0" 4'-0" 7'-0" 1 3/4" FRM.001.HM1 2" 2" 5 3/4" 05/A6.31 06/A6.31 5,PG L501G

1145B CT 1 PNL.F.WD 3'-0" 7'-0" 3'-0" 7'-0" 1 3/4" FRM.001.HM1 2" 2" 5 3/4" 05/A6.31 06/A6.31 5,PG L601G

1146 CLEAN LINEN 45 1 PNL.F.WD 3'-0" 7'-0" 3'-0" 7'-0" 1 3/4" FRM.001.HM1 2" 2" 5 3/4" 05/A6.31 06/A6.31 ST 201

1147 CLEAN UTIL 45 1 PNL.F.WD 3'-0" 7'-0" 3'-0" 7'-0" 1 3/4" FRM.001.HM1 2" 2" 5 3/4" 05/A6.31 06/A6.31 4,ST C201

1148 SOILED UTIL 45 1 PNL.F.WD 3'-0" 7'-0" 3'-0" 7'-0" 1 3/4" FRM.001.HM1 2" 2" 5 3/4" 05/A6.31 06/A6.31 4,ST C201

1149 LAB 45 1 PNL.F.WD 3'-0" 7'-0" 3'-0" 7'-0" 1 3/4" FRM.001.HM1 2" 2" 5 3/4" 05/A6.31 06/A6.31 4,OF C201

1150 DR OFFICE S 1 PNL.F.WD 3'-0" 7'-0" 3'-0" 7'-0" 1 3/4" FRM.001.HM1 2" 2" 5 3/4" 05/A6.31 06/A6.31 OF K101

1151 SOILED LINEN 45 1 PNL.F.WD 3'-0" 7'-0" 3'-0" 7'-0" 1 3/4" FRM.001.HM1 2" 2" 5 3/4" 05/A6.31 06/A6.31 4,ST C201

1152 EQ STOR 45 1 PNL.F.WD 3'-0" 7'-0" 3'-0" 7'-0" 1 3/4" FRM.001.HM1 2" 2" 5 3/4" 05/A6.31 06/A6.31 4,ST C201

1153 CORRIDOR 45 1 PNL.F.WD 3'-0" 7'-0" 3'-0" 7'-0" 1 3/4" FRM.001.HM1 2" 2" 5 3/4" 05/A6.31 06/A6.31 ST 711R

1154 ELECT 45 1 PNL.F.WD 3'-0" 7'-0" 3'-0" 7'-0" 1 3/4" FRM.001.HM1 2" 2" 5 3/4" 05/A6.31 06/A6.31 ST 711R

1155 NURSE OFFICE S 1 PNL.F.WD 3'-0" 7'-0" 3'-0" 7'-0" 1 3/4" FRM.001.HM1 2" 2" 5 3/4" 05/A6.31 06/A6.31 OF K101

1156 STAFF LOUNGE S 1 PNL.F.WD 3'-0" 7'-0" 3'-0" 7'-0" 1 3/4" FRM.001.HM1 2" 2" 5 3/4" 05/A6.31 06/A6.31 15, PG K201

1157 I.T. S 1 PNL.F.WD 3'-0" 7'-0" 3'-0" 7'-0" 1 3/4" FRM.001.HM1 2" 2" 5 3/4" 05/A6.31 06/A6.31 4,ST C201

1158 PUB TLT S 1 PNL.F.WD 3'-0" 7'-0" 3'-0" 7'-0" 1 3/4" FRM.001.HM1 2" 2" 5 3/4" 05/A6.31 06/A6.31 PR 341

1159 PUB TLT S 1 PNL.F.WD 3'-0" 7'-0" 3'-0" 7'-0" 1 3/4" FRM.001.HM1 2" 2" 5 3/4" 05/A6.31 06/A6.31 PR 341

1160 1 PNL.F.HM 4'-0" 7'-0" 4'-0" 7'-0" 1 3/4" FRM.001.HM1 2" 2" 1'-0 3/8" 05/A6.31 06/A6.31 4,11 CR715W
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3/8" = 1'-0"A6.30

01 PNL.N.WD

3/8" = 1'-0"A6.30

02 PNL.N.HM

3/8" = 1'-0"A6.30

03 PNL.FG.WD

3/8" = 1'-0"A6.30

04 PNL.FG.AL

3/8" = 1'-0"A6.30

05 PNL.F.WD

3/8" = 1'-0"A6.30

06 PNL.F.HM

3/8" = 1'-0"A6.30

07 PNL.F2.STL

3/8" = 1'-0"A6.30

10 FRM.001.HM1

3/8" = 1'-0"A6.30

09 FRM.002.HM4

3/8" = 1'-0"A6.30

08 FRM.001.HM2

3/8" = 1'-0"A6.30

11 FRM.001.AL1
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INTERIOR FINISH MATERIAL LEGEND

TAG MANUFACTURER DESCRIPTION COLOR/TEXTURE SIZE COMMENTS CONTACT
CURRENT

REV

ACOUSTICAL CEILING TILE

ACT-1 USG MARS ACOUSTICAL PANELS 86185 SQUARE EDGE WHITE 24" X 24" X 3/4" THICK TYP BOH CEILING. GRID: 15/16" USG DONN BRAND DX/DXL, COLOR: FLAT WHITE 050 JENNIFER HOWARD, 832.773.7827, JHOWARD@USG.COM

ACT-2 USG MARS ACOUSTICAL PANELS 86785 SHADOWLINE TAPERED WHITE 24" X 24" X 3/4" THICK TYP PUBLIC CEILING. GRID: 15/16" USG DONN BRAND DX/DXL, COLOR: FLAT WHITE 050 JENNIFER HOWARD, 832.773.7827, JHOWARD@USG.COM

ACT-3 USG MARS HEALTHCARE ACOUSTICAL PANELS 86169 SQUARE EDGE WHITE 24" X 24" X 3/4" THICK TYP STERILE CEILING. GRID: 15/16" DONN BRAND DX/DXL, COLOR: FLAT WHITE 050; MRI GRID ONLY: 15/16" DONN BRAND AX/AXCE, COLOR: FLAT WHITE 050 JENNIFER HOWARD, 832.773.7827, JHOWARD@USG.COM

DECORATIVE CEILING

DC-1 ARMSTRONG WOODWORKS LINEAR VENEERED CLOSED - 6386F01E1W1 CUSTOM PAINT/STAIN TO MATCH LAM-3 6" X 96" X 5/8" THICK ACCENT CEILING AT RECEPTION ONLY. GRID: STANDARD SUSPENSION SYSTEM.
TRIM: 6481F01W1H6 (5926) 6" VENEERED TRIM WITH 4 CLIPS

CARSON NEWBY, 972.841.1749,
CJNEWBY@ARMSTRONGCEILINGS.COM

DECORATIVE PANEL

DP-1 3FORM VARIA
WITH 3FIT LIGHTBOX

VERA PURE + POWDER
SANDSTONE FINISH ON BOTH SIDES

2'-8" x 6'-11 7/8" x 3/8" THICK RECEPTION DESK. INSTALL 3FORM 3FIT LIGHTBOX PER MANUFACTURER'S RECOMMENDATIONS. TRACY ROBERTSON, 817.944.5490,
TRACY.ROBERTSON@3-FORM.COM

EXPOSED STRUCTURE

EXS --- --- --- --- --- ---

INTEGRAL BASE

IB-1 MANNINGTON PARADIGM II - INTERSECT FOUNDATION PD111 6" HIGH USE WITH WSSV-1 SPRING MARSALIS, 214.686.9573
SPRING.MARSALIS@MANNINGTON.COM

IB-2 MANNINGTON PARADIGM II - STREAMLINE FOUNDATION PD211 6" HIGH USE WITH WSSV-2 SPRING MARSALIS, 214.686.9573
SPRING.MARSALIS@MANNINGTON.COM

IB-3 MANNINGTON ASSURANCE III - HOMOGENEOUS SLIP RESISTANT RIVIERA 16343 6" HIGH USE WITH WSSV-3 SPRING MARSALIS, 214.686.9573
SPRING.MARSALIS@MANNINGTON.COM

IB-4 NORA NORAPLAN ENVIRONCARE 7052 SLEDDING 6" HIGH USE WITH RUB-1 ANNAMARIE DESHOTEL, 504.218.6654,
ANNMARIE.DESHOTEL@NORA.COM

IB-T1 TERRAZZO & MARBLE SUPPLY CO. TERROXY RESIN SYSTEM MB24-041 4" HIGH USE WITH TERR-1 TODD KEISER, 214.557.1181, TKEISER@TMSUPPLY.COM

LUXURY VINYL TILE

LVT-1 MANNINGTON SPACIA - WOOD NORDIC OAK SS5W2550 7 1/4" X 48" MATCH EXISTING IN EXISTING BUILDING ONLY. SPRING MARSALIS, 214.686.9573
SPRING.MARSALIS@MANNINGTON.COM

PAINT

EP-1 SHERWIN WILLIAMS PRIMER: PROMAR 200 ZERO VOC LATEX PRIMER B28W2600; 2 COATS: PRO INDUSTRIAL
PRE-CATALYZED WATERBASED EPOXY SEMI-GLOSS K46 SERIES

SW6070 HERON PLUME --- STERILE PAINT CHAR HETCHER, 469.822.2881,
CHARLENE.M.HETCHER@SHERWIN.COM

EP-2 SHERWIN WILLIAMS PRIMER: PROMAR 200 ZERO VOC LATEX PRIMER B28W2600; 2 COATS: PRO INDUSTRIAL
PRE-CATALYZED WATERBASED EPOXY SEMI-GLOSS K46 SERIES

SW6203 SPARE WHITE --- STERILE CEILING CHAR HETCHER, 469.822.2881,
CHARLENE.M.HETCHER@SHERWIN.COM

EP-3 SHERWIN WILLIAMS PRIMER: PROMAR 200 ZERO VOC LATEX PRIMER B28W2600; 2 COATS: PRO INDUSTRIAL
PRE-CATALYZED WATERBASED EPOXY SEMI-GLOSS K46 SERIES

SW6220 INTERESTING AQUA --- ACCENT STERILE PAINT CHAR HETCHER, 469.822.2881,
CHARLENE.M.HETCHER@SHERWIN.COM

PE-1 SHERWIN WILLIAMS PRIMER: PROMAR 200 ZERO VOC LATEX PRIMER B28W2600; 2 COATS: PROMAR 200 ZERO
VOC INTERIOR LATEX EG-SHEL B20 SERIES

SW6070 HERON PLUME --- FIELD WALL CHAR HETCHER, 469.822.2881,
CHARLENE.M.HETCHER@SHERWIN.COM

PE-3 SHERWIN WILLIAMS PRIMER: PROMAR 200 ZERO VOC LATEX PRIMER B28W2600; 2 COATS: PROMAR 200 ZERO
VOC INTERIOR LATEX EG-SHEL B20 SERIES

SW6220 INTERESTING AQUA --- ACCENT WALL CHAR HETCHER, 469.822.2881,
CHARLENE.M.HETCHER@SHERWIN.COM

PF-2 SHERWIN WILLIAMS PRIMER: PROMAR 200 ZERO VOC LATEX PRIMER B28W2600; 2 COATS: PROMAR 200 ZERO
VOC INTERIOR LATEX FLAT B30W1265 SERIES

SW6203 SPARE WHITE --- TYP. CEILING, UNO CHAR HETCHER, 469.822.2881,
CHARLENE.M.HETCHER@SHERWIN.COM

PF-3 SHERWIN WILLIAMS PRIMER: PROMAR 200 ZERO VOC LATEX PRIMER B28W2600; 2 COATS: PROMAR 200 ZERO
VOC INTERIOR LATEX FLAT B30W1265 SERIES

SW6220 INTERESTING AQUA ACCENT CEILING & SOFFIT. CHAR HETCHER, 469.822.2881,
CHARLENE.M.HETCHER@SHERWIN.COM

PS-4 SHERWIN WILLIAMS PRIMER: PRO INDUSTRIAL, PRO-CRYL UNIVERSAL ACRYLIC PRIMER B66-1300 SERIES; 2
COATS: PRO-MAR 200 ZERO VOC LATEX SEMI-GLOSS B30 SERIES

SW7036 ACCESSIBLE BEIGE --- DOOR & WINDOW FRAME. SPRAY APPLIED SMOOTH TEXTURE CHAR HETCHER, 469.822.2881,
CHARLENE.M.HETCHER@SHERWIN.COM

PS-5 SHERWIN WILLIAMS PRIMER: PRO INDUSTRIAL, PRO-CRYL UNIVERSAL ACRYLIC PRIMER B66-1300 SERIES; 2
COATS: PRO INDUSTRIAL PRE-CATALYZED WATERBASED EPOXY SEMI-GLOSS K46 SERIES

SW6150 UNIVERSAL KHAKI --- HOLLOW METAL DOOR. SPRAY APPLIED SMOOTH TEXTURE CHAR HETCHER, 469.822.2881,
CHARLENE.M.HETCHER@SHERWIN.COM

PLASTIC LAMINATE

LAM-1 WILSONART PREMIUM LAMINATE LINEARITY FINISH - AEON SCRATCH RESISTANCE XANADU 7945K-18 --- ALL VERTICAL SURFACES, UNO LISA PORTILLO, 214.634.2310, PORTILL@WILSONART.COM

LAM-2 WILSONART PREMIUM LAMINATE GLOSS LINE FINISH - AEON SCRATCH RESISTANCE PHANTOM ECRU 8212K-28 --- ACCENT AT NURSE STATION LISA PORTILLO, 214.634.2310, PORTILL@WILSONART.COM

LAM-3 ARBORITE STANDARD HPL FINISH MAJESTIC ARTISAN WALNUT W2004 AW --- DOOR TYP SAMANTHA CURTIS, 214.616.7575, SCURTIS@LAMINART.COM

QUARTZ

QTZ-1 WILSONART QUARTZ DESERT WIND Q4031 RECEPTION STATION LISA PORTILLO, 214.634.2310, PORTILL@WILSONART.COM

RUBBER BASE

RB-1 TARKETT (JOHNSONITE) 4" COVE BASE, COVED WITH TOE 150 WETLANDS 4" HIGH FIELD, TYP - UNO SHAWN SUMMEY, 469.599.0803,
SHAWN.SUMMEY@TARKETT.COM

RB-2 TARKETT (JOHNSONITE) 6" COVE BASE, COVED WITH TOE 150 WETLANDS 6" HIGH TRIAGE & EXAM ROOMS SHAWN SUMMEY, 469.599.0803,
SHAWN.SUMMEY@TARKETT.COM

RUBBER FLOORING

RUB-1 NORA NORAPLAN ENVIRONCARE 7052 SLEDDING 24.015" X 24.015" X 3.0MM LAB ONLY ANNAMARIE DESHOTEL, 504.218.6654,
ANNMARIE.DESHOTEL@NORA.COM

SEALED CONCRETE

SC-1 SHERWIN WILLIAMS RESUFLOR AQUA - EPOXY EMULSION PRIMER SEALER CLEAR --- --- JOHN DAVIS, 214.551.2066, JOHN.DAVIS@SHERWIN.COM

SOLID SURFACE MATERIAL

SSM-1 AVONITE --- MOON CRYSTAL F1-7501 1/2" THICK RECEPTION, NURSE STATION, STAFF LOUNGE GARY HEMMERLEIN, 214.356.3800
GARYH@C3SURFACES.COM

SSM-2 WILSONART --- MORNING ICE 09204CE 1/2" THICK EXAM ROOMS, LAB, STERILE ROOMS LISA PORTILLO, 214.634.2310, PORTILL@WILSONART.COM

SSM-3 WILSONART --- MOON GEYSER 9209CM 1/2" THICK THRESHOLD. FLOOR TILE TO TERRAZZO/RESILENT SHEET ONLY LISA PORTILLO, 214.634.2310, PORTILL@WILSONART.COM

STATIC DISSIPATIVE TILE

SDT-1 FLEXCO DELANE ESD - STATIC DISSIPATIVE TOASTED COCONUT 314 12"X12" IT AND COMPUTER ROOM ONLY MARTY UREDA, 903.389.8434,
MUREDA@FLEXCOFLOORS.COM

TACKABLE FIBER

TF-1 KOROSEAL WALLTALKERS - TAC-WALL TBD .25" THICK TACKABLE SURFACE AT RECEPTION AND NURSE STATION. VANESSA COHEN, 214.244.4843,
VENESSA.COHEN@KOROSEAL.COM

TERRAZZO

TERR-1 TERRAZZO & MARBLE SUPPLY CO. TERROXY RESIN SYSTEM MB24-041 3/8" THICK WAITING AND RECEPTION TODD KEISER, 214.557.1181, TKEISER@TMSUPPLY.COM

TILE

POR-1 DALTILE FLORENTINE ARGENTO 12"X24" NOM; 5/16" THICK FLOOR TILE IN TOILET ROOMS. INSTALLATION: 1/3 OFFSET. EPOXY GROUT: CUSTOM BUILDING PRODUCTS, #545 BLEACHED WOOD. TAYLOR LEWIS, 918.527.3320, TAYLOR.LEWIS1@DALTILE.COM

POR-2 DALTILE FABRIC ART - MODERN TEXTILE MEDIUM GRAY 12"X24" NOM; 5/16" THICK WALL TILE IN TOILET ROOMS. INSTALLATION: 1/3 OFFSET. EPOXY GROUT: CUSTOM BUILDING PRODUCTS, #19 PEWTER TAYLOR LEWIS, 918.527.3320, TAYLOR.LEWIS1@DALTILE.COM

TRIM

TR-1 SCHLUTER DILEX-AHK SATIN ANODIZED ALUMINUM (AE) --- INSIDE CORNER TRIM AT PROCELAIN TILE FLOOR TO WALL CONDITIONS CHELSEA ENLOE, 682.338.2069, CENLOE@SCHLUTER.COM

TR-2 SCHLUTER SHIENE SATIN ANODIZED ALUMINUM (AE) --- EXPOSED TILE EDGES. CHELSEA ENLOE, 682.338.2069, CENLOE@SCHLUTER.COM

TR-3 SCHLUTER FINEC SATIN ANODIZED ALUMINUM (AE) --- OUTSIDE CORNER TRIM AT PORCELAIN TILE CONDITIONS CHELSEA ENLOE, 682.338.2069, CENLOE@SCHLUTER.COM

TR-4 FRY REGLET MILLWORK CHANNEL L-SHAPE WITH RETURN KEY MWCL75 ROASTED WALNUT 4005 --- TOEKICK TRIM @ RECEPTION DESK/ NURSE STATION LESLEY MATTER, 830.446.1373,
LESLEYMATTER@FRYREGLET.COM

TR-5 FRY REGLET DRYWALL "V" REVEAL - DRMV-25 REF. FINISH PLANS & 03-04/ID1.01A --- REVEAL AT PAINT TRANSITIONS LESLEY MATTER, 830.446.1373,
LESLEYMATTER@FRYREGLET.COM

WALK-OFF MAT

WOM-1 CS GROUP ENTRANCE FLOORING SOLUTIONS - PEDIGRID G1 WITH NO FRAME RECESSED, HEAVY-DUTY
CARPET G1HC 19C0109321

PEWTER 9321 --- VESTIBULES. BLANCA GUILLEN, 817.948.5673, BGUILLEN@C-SGROUP.COM

WALL PROTECTION

BB-1 CS ACROVYN BED BUMPER, 4000 SERIES - SCR-80N 933 MISSION WHITE 8" H X .040" THICK SHADOWGRAIN TEXTURE BLANCA GUILLEN, 817.948.5673, BGUILLEN@C-SGROUP.COM

CG-1 CS ACROVYN CORNER GUARD, 4000 SERIES - SM-20AN 933 MISSION WHITE PARTIAL HEIGHT. 3" WING X
.040" THICK

SHADOWGRAIN TEXTURE. BLANCA GUILLEN, 817.948.5673, BGUILLEN@C-SGROUP.COM

CG-1F CS ACROVYN CORNER GUARD, FS SERIES - FS-20N 933 MISSION WHITE FULL HEIGHT. 3" WING X .040"
THICK

SHADOWGRAIN TEXTURE. BLANCA GUILLEN, 817.948.5673, BGUILLEN@C-SGROUP.COM

EG-1 CS ACROVYN END GUARD, 4000 SERIES - SM-25AN 933 MISSION WHITE PARTIAL HEIGHT. 3" WING X
.040" THICK

SHADOWGRAIN TEXTURE. BLANCA GUILLEN, 817.948.5673, BGUILLEN@C-SGROUP.COM

EG-1F CS ACROVYN END GUARD, 4000 SERIES - SM-25AN 933 MISSION WHITE FULL HEIGHT. 3" WING X .040"
THICK

SHADOWGRAIN TEXTURE.

HR-1 CS ACROVYN HAND RAIL, 4000 SERIES - HRB-4CN 933 MISSION WHITE 5 1/2" H X .040 THICK SHADOWGRAIN TEXTURE BLANCA GUILLEN, 817.948.5673, BGUILLEN@C-SGROUP.COM

SWP-1 CS ACROVYN WP-1, HR-1 --- --- --- BLANCA GUILLEN, 817.948.5673, BGUILLEN@C-SGROUP.COM

WP-1 CS ACROVYN RIGID SHEET WALL COVERING 933 MISSION WHITE .040" THICK TYPICAL U.N.O BLANCA GUILLEN, 817.948.5673, BGUILLEN@C-SGROUP.COM

WELDED SEAM SHEET VINYL

WSSV-1 MANNINGTON PARADIGM II - INTERSECT FOUNDATION PD111 12' X  .08" THICK FIELD. SPRING MARSALIS, 214.686.9573
SPRING.MARSALIS@MANNINGTON.COM

WSSV-2 MANNINGTON PARADIGM II - STREAMLINE FOUNDATION PD211 12' X  .08" THICK ACCENT. SPRING MARSALIS, 214.686.9573
SPRING.MARSALIS@MANNINGTON.COM

WSSV-3 MANNINGTON ASSURANCE III - HOMOGENEOUS SLIP RESISTANT RIVIERA 16343 6'6" X 0.08" THICK STERILE AREAS, U.N.O. SPRING MARSALIS, 214.686.9573
SPRING.MARSALIS@MANNINGTON.COM

WINDOW TREATMENT

WT-1 MECHO MECHO5 SINGLE ROLL WITH FASCIA. WALL MOUNTED. SHADE: SOHO 3% OPENESS. 1604 SAND --- ALL EXTERIOR WINDOWS ASHLEY OVERSTREET, 682.540.4768,
ASHLEY.OVERSTREET@SPRINGSWINDOWFASHIONS.COM
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